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    Addendum #1 
 
 
New Jersey Schools Development Authority 
Office of Procurement 
32 East Front Street 
Trenton, NJ 08625 
Phone: 609-858-2981 
Fax: 609-656-2647 
 
Date:  February 24, 2017 
 
PROJECT #: ES-0021-B01 

 New George Washington Carver Elementary School 
 East Orange School District 

 
DESCRIPTION:  Addendum #1  
 
This Addendum shall be considered part of the Bid Documents issued in connection with the 
referenced project.  Should information contained in this Addendum conflict with the Bid Documents, 
this Addendum shall supersede the relevant information in the Bid Documents. 
 
 
A. CHANGES TO THE PROCUREMENT PROCESS  

 
1. Modifications to the Request for Proposals: 
 

a. REPLACE: Replace Forms 1d Identification of Required Subcontractors and 
1h Identification of Required Subconsultants with updated Forms 1d and 1h, both dated 
2/21/17 and included herewith as Attachments 1.01 and 1.02 to this Addendum. 

 
B. CHANGES TO THE PROJECT MANUAL 

 
 (not applicable) 
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C. CHANGES TO THE PERFORMANCE SPECIFICATIONS 
 

NOTE:   Additions are shown in bold and underline text; deletions are shown in strikethrough 
and italics. 

 
1. MODIFY: In Section B2080.00, Exterior Wall Appurtenances, modify paragraph 

II.C.1. as follows: 
 

1. Basis of Design for Cafeteria Windows window guards where 
indicated:  Fabrico Child Safety/Vandal Screens. 

 
2. MODIFY: In Section C1030.00, Interior Doors, modify paragraph I.C.3.b.(3)(b) as 

follows: 
 

(b) Provide “Intruder” lock function at all classrooms and pupil-occupied 
spaces, with thumb-turn latching on room side. 

 
3. MODIFY: In Section D5040.30, Interior Lighting, modify paragraph II.A.10. as 

follows: 
 

10. Media Center:  Direct-indirect (30/70%), Indirect two-lamp linear 
fluorescent lighting units, arranged diagonally in room.  Basis of 
Design: Peerless SPM4 PRM3. 

 
4. ADD: To Section G2030.00, Pedestrian Plazas and Walkways, add Drawing 

SK-01, Plan of Granite Compass Rose at Flagpole Base, attached hereto as 
Attachment 1.03. 

 
D. CHANGES TO THE EDUCATIONAL SPECIFICATIONS 
 

1. REPLACE: Replace Furniture Layout sheets E-1, E-4, E-5, E-7, E-12 and E-13, all 
dated 11/15/16, with revised Furniture Layout sheets with the same 
numbers, dated 2/22/17 and attached hereto as Attachments 1.04 through 
1.09. 
 

E. CHANGES TO THE DOE-APPROVED DRAWINGS 
 
1. REPLACE: Replace Drawings A-701 and A-702, both dated 11/15/16, with revised 

Drawings A-701 and A-702, dated 2/22/17 and attached hereto as 
Attachments 1.10 and 1.11. 

 
F. CHANGES TO THE BRIDGING DESIGN DRAWINGS 
 

1. REPLACE: Replace Drawings A-201, A-202, A-204 and A-205, Building Elevations, 
dated January 20, 2017, with revised drawings with the same numbers, 
dated February 22, 2017 and issued herewith as Attachments 1.12 through 
1.15 (.pdf files) and 1.16 through 1.19 (.dwfx files) 
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G. BIDDER’S QUESTIONS, REQUESTS FOR INFORMATION AND RESPONSES 
 

1. Question: Vol. 3 – Section E Furniture Layouts, Room Area Calculations & Fit-Out Lists 
– Dwg E-8 is listed on the Cover Sheet but was missing or not labeled 
correctly. Please advise. 

 
 Answer: The Fit-Out List for the Science Kit Storage/Prep Room is included on Sheet 

E-7.  There is no Sheet E-8.  A revised Table of Contents for Section E is 
included herewith as Attachment 1.20. 
 

2. Question: The following Bridging Design Drawings contain blank squares in lieu of 
letters or numbers. Cover Sheet, C-101, C-102, C-103, A-201, A-202, A-203, 
A-204, A-205, A-301, A-302, A-601, A-801, AI-101, AI-102, AI-103 & AI-
104. The drawings appear to be corrupted. The Squares are visible on the 
drawings prior to printing. Please re-issue. 
 

 Answer: Individual readable .pdf files of all Bridging Design Drawings are included 
herewith as Attachments 1.12 through 1.15 and Attachments 1.21 through 1.41.  
The .dwfx files are unaffected.  
 

H.         CHANGES TO PREVIOUS ADDENDA 
 
 (not applicable) 
 
I. ATTACHMENTS  
 

Attachment 1.01 Form 1d Identification of Required Subcontractors 2-21-17 
Attachment 1.02 Form 1h Identification of Required Subconsultants 2017 
Attachment 1.03 SK-01 Compass Rose 
Attachment 1.04 E-1 Pre-K Classroom & Pre-K Teacher Workroom 
Attachment 1.05 E-4 General Classroom 1-3 
Attachment 1.06 E-5 General Classroom 4-8 
Attachment 1.07 E-7 Science Lab 
Attachment 1.08 E-12 OT-PT Room 
Attachment 1.09 E-13 Teacher Workroom 
Attachment 1.10 A-701 First Floor Furniture Plan 
Attachment 1.11 A-702 Second & Third Floor Furniture Plan 
Attachment 1.12 A-201 Building Elevations (.pdf) 
Attachment 1.13 A-202 Building Elevations (.pdf) 
Attachment 1.14 A-204 Building Elevations (.pdf) 
Attachment 1.15 A-205 Building Elevations (.pdf) 
Attachment 1.16 A-201 Building Elevations (.dwfx) 
Attachment 1.17 A-202 Building Elevations (.dwfx) 
Attachment 1.18 A-204 Building Elevations (.dwfx) 
Attachment 1.19 A-205 Building Elevations (.dwfx) 
Attachment 1.20 Table of Contents – Section E 
Attachment 1.21 Cover Sheet 
Attachment 1.22 C-101 Boundary Survey Plan 
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                                                            Addendum #1  
 
 
 

New Jersey Schools Development Authority 
Office of Procurement 
32 East Front Street 
Trenton, NJ 08625 
Phone: 609-858-2981 
Fax: 609-656-2647 
 
Date:  February 24, 2017 
 
PROJECT #:   ES-0021-B01 
  New George Washington Carver Elementary School  
 East Orange School District    
 
DESCRIPTION:  Addendum #1   
 
 
Acknowledgement of Receipt of Addendum 
 
Contractor hereby acknowledges the receipt of the Addendum by signing in the space provided below 
and returning via scanned copy (Aperry@njsda.gov) or fax (609-656-2647).  Signed 
acknowledgement must be received prior to the Bid Due Date.  Acknowledgement of the Addendum 
must be made in Section E.5 of the Price Proposal Submission.  
 
 
 
_____________________     ________________________ 
Signature       Print Name 
 
 
 
_____________________     ________________________ 
Company Name      Date 
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		IDENTIFICATION OF REQUIRED SUBCONSULTANTS



		LIST ALL REQUIRED/APPLICABLE SUBCONSULTANTS, as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”)





		ELECTRICAL ENGINEERING:  (DPMC Classification Electrical Engineering (P002) Required)


___________________________________
         DPMC CLASSIFICATION P002__________                          


Firm
                   

Additional Electrical Engineering Subconsultant(s):  Note DPMC Classification:  _________________


___________________________________




Firm
             

Additional Electrical Engineering Subconsultant(s):  Note DPMC Classification:  _________________


___________________________________




Firm
             






		HVAC ENGINEERING: (DPMC Classification HVAC Engineering (P003) Required)

___________________________________
         DPMC CLASSIFICATION P003__________


Firm
             

Additional HVAC Engineering Subconsultant(s):  Note DPMC Classification: ____________________


___________________________________




Firm
             

Additional HVAC Engineering Subconsultant(s):  Note DPMC Classification: ____________________


___________________________________




Firm
             







		IDENTIFICATION OF REQUIRED SUBCONSULTANTS (cont’d)



		LIST ALL REQUIRED/APPLICABLE SUBCONSULTANTS, as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”)






		PLUMBING ENGINEERING: (DPMC Classification Plumbing Engineering (P004) Required)

___________________________________
         DPMC CLASSIFICATION P004__________


Firm
             

Additional Plumbing Engineering Subconsultant(s):  Note DPMC Classification: __________________


___________________________________




Firm
             

Additional Plumbing Subconsultant(s):  Note DPMC Classification: __________________


___________________________________




Firm
             





		CIVIL ENGINEERING: (DPMC Classification Civil Engineering (P005)   Required) 

___________________________________
         DPMC CLASSIFICATION P005__________


Firm
             

Additional Civil Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm
             

Additional Civil Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm
             







		IDENTIFICATION OF REQUIRED SUBCONSULTANTS (cont’d)



		LIST ALL REQUIRED/APPLICABLE SUBCONSULTANTS, as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”) or in the Bid Advertisement





		STRUCTURAL ENGINEERING: (DPMC Classification Structural Engineering (P007)   Required) 

___________________________________
         DPMC CLASSIFICATION P007__________



Firm
             

Additional Structural Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm
             

Additional Structural Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm



ENVIRONMENTAL ENGINEERING: (DPMC Classification Environmental Engineering (P011)   Required) 

___________________________________
         DPMC CLASSIFICATION P011__________



Firm
             

Additional Environmental Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm
             

Additional Environmental Engineering Subconsultant(s):  Note DPMC Classification: ______________


___________________________________




Firm







		IDENTIFICATION OF REQUIRED SUBCONSULTANTS (cont’d)



		LIST ALL REQUIRED/APPLICABLE SUBCONSULTANTS, as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”) or in the Bid Advertisement






		OTHER SUBCONSULTANT PREQUALIFICATION CATEGORIES NAMED IN BID ADVERTISEMENT AND/OR RFP:

___________________________________              Note DPMC Classification: ______________


              Firm


===========================================================================================

OTHER SUBCONSULTANT PREQUALIFICATION CATEGORIES NAMED IN BID ADVERTISEMENT AND/OR RFP:

__________________________________              Note DPMC Classification: ______________


              Firm


===========================================================================================


OTHER SUBCONSULTANT PREQUALIFICATION CATEGORIES NAMED IN BID ADVERTISEMENT AND/OR RFP:

__________________________________              Note DPMC Classification: ______________


              Firm








Revised 2/21/17
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1.	ENTIRE UTILITY INSTALLATION SHALL COMPLY WITH APPLICABLE CODES.  COORDINATE UTILITY SIZING AND LOCATION WITH PERFORMANCE ENTIRE UTILITY INSTALLATION SHALL COMPLY WITH APPLICABLE CODES.  COORDINATE UTILITY SIZING AND LOCATION WITH PERFORMANCE SPECIFICATIONS. 2.	THE DESIGN-BUILDER IS TO PROVIDE PARTIAL INTERMITTENT AS-BUILT SURVEYS AND LEGAL DESCRIPTIONS OF ALL NEW UTILITY THE DESIGN-BUILDER IS TO PROVIDE PARTIAL INTERMITTENT AS-BUILT SURVEYS AND LEGAL DESCRIPTIONS OF ALL NEW UTILITY LOCATIONS OR RELOCATIONS REQUIRING UTILITY DEPARTMENT OR COMPANY EASEMENTS.  THESE SURVEYS SHALL INCLUDE DETAILED INFORMATION ABOUT THE UTILITY AND DEFINE THE BEARING, WIDTH, LENGTH, AND DEPTH OF EASEMENT. 3.	WITHIN THE LIMITS OF CONSTRUCTION, UNLESS OTHERWISE EXPRESSLY IDENTIFIED TO REMAIN OR TO BE TERMINATED, CAPPED AND/OR WITHIN THE LIMITS OF CONSTRUCTION, UNLESS OTHERWISE EXPRESSLY IDENTIFIED TO REMAIN OR TO BE TERMINATED, CAPPED AND/OR REMOVED UNDER THIS CONTRACT, THE DESIGN-BUILDER SHALL PROCEED BASED UPON THE ASSUMPTION THAT ALL EXISTING UTILITIES AND ASSOCIATED STRUCTURES AND APPURTENANCES ARE DEAD OR INACTIVE ARE TO BE REMOVED.  THEREFORE, ALL IN-SITU OR RESIDUAL UTILITY STRUCTURES ENCOUNTERED ARE TO BE CONSIDERED PART AND PARCEL OF THE MASS EXCAVATION REQUIRED TO COMPLETE THE PROJECT.  IN THE EVENT THAT A LIVE (OR IMPROPERLY TERMINATED) UTILITY IS ENCOUNTERED OR DISTURBED, THE DESIGN-BUILDER WILL BE COMPENSATED FOR ALL COSTS ASSOCIATED WITH THE PROPER TERMINATION, CAPPING AND REMOVAL OF SAID UTILITY INCLUDING ANY ASSOCIATED CLEAN-UP COSTS. 4.	DESIGN-BUILDER SHALL VERIFY LOCATION OF AND PROTECT ANY EXISTING UTILITIES NOT BEING DISTURBED BY THE PROJECT. DESIGN-BUILDER SHALL VERIFY LOCATION OF AND PROTECT ANY EXISTING UTILITIES NOT BEING DISTURBED BY THE PROJECT. 5.	THE DESIGN-BUILDER IS TO PROVIDE SITE ELECTRICAL AND LIGHTING TO COMPLY WITH ALL PROJECT REQUIREMENTS IN THE DESIGN THE DESIGN-BUILDER IS TO PROVIDE SITE ELECTRICAL AND LIGHTING TO COMPLY WITH ALL PROJECT REQUIREMENTS IN THE DESIGN BUILDER'S INFORMATION PACKAGE INCLUDING BUT NOT LIMITED TO ALL PRESIDING FEDERAL, STATE, COUNTY, MUNICIPAL AND LOCAL CODES, LAWS, RULES, REGULATIONS, ETC. 6.	FINAL UTILITY SERVICE POINT LOCATIONS SHALL BE VERIFIED AND COORDINATED WITH BUILDING DRAWINGS. FINAL UTILITY SERVICE POINT LOCATIONS SHALL BE VERIFIED AND COORDINATED WITH BUILDING DRAWINGS. 7.	STORM SEWER PIPES SHALL BE LAID ON STRAIGHT ALIGNMENTS AND EVEN GRADES USING A PIPE LASER OR OTHER ACCURATE STORM SEWER PIPES SHALL BE LAID ON STRAIGHT ALIGNMENTS AND EVEN GRADES USING A PIPE LASER OR OTHER ACCURATE METHOD.  CONTRACTOR SHALL INSTALL THE STORM SEWERS STARTING ON THE DOWNSTREAM END AND WORKING UPSTREAM.  STORM SEWER MATERIALS SHALL COMPLY WITH THE NJSDA MATERIAL SYSTEM STANDARDS. 8.	SITE CONTRACTOR SHALL PROVIDE ALL BENDS, FITTINGS, ADAPTERS, ETC. AS REQUIRED FOR PIPE CONNECTIONS. SITE CONTRACTOR SHALL PROVIDE ALL BENDS, FITTINGS, ADAPTERS, ETC. AS REQUIRED FOR PIPE CONNECTIONS. 9.	ALL VALVE LIDS, MANHOLES, INLET TOPS, ETC. AFFECT OR SET BY THE CONSTRUCTION SHALL BE ADJUSTED TO FINISH GRADE ALL VALVE LIDS, MANHOLES, INLET TOPS, ETC. AFFECT OR SET BY THE CONSTRUCTION SHALL BE ADJUSTED TO FINISH GRADE ELEVATION. 10.	SITE CONTRACTOR SHALL COORDINATE SITE UTILITY INSTALLATION WITH UTILITY COMPANIES. SITE CONTRACTOR SHALL COORDINATE SITE UTILITY INSTALLATION WITH UTILITY COMPANIES. 11.	CONTRACTOR SHALL MAINTAIN 1' OF VERTICAL CLEARANCE BETWEEN UTILITY PIPING/CONDUITS AND 1.5' VERTICAL SEPARATION CONTRACTOR SHALL MAINTAIN 1' OF VERTICAL CLEARANCE BETWEEN UTILITY PIPING/CONDUITS AND 1.5' VERTICAL SEPARATION BETWEEN WATER AND SANITARY SEWER PIPING.  CONTRACTOR SHALL MAINTAIN A 10' HORIZONTAL SEPARATION BETWEEN WATER AND SANITARY SEWER PIPING. 12.	ALL FILL MATERIALS SHALL BE IN PLACE AND COMPACTED BEFORE INSTALLATION OF PROPOSED UTILITIES. ALL FILL MATERIALS SHALL BE IN PLACE AND COMPACTED BEFORE INSTALLATION OF PROPOSED UTILITIES. 13.	CONTRACTOR SHALL MAINTAIN A MINIMUM OF 4' COVER ON ALL WATERLINES. CONTRACTOR SHALL MAINTAIN A MINIMUM OF 4' COVER ON ALL WATERLINES. 14.	WATER LINES SHALL BE INSTALLED, INSPECTED, TESTED AND APPROVED PER LOCAL AUTHORITY REQUIREMENTS BEFORE BACKFILLING. WATER LINES SHALL BE INSTALLED, INSPECTED, TESTED AND APPROVED PER LOCAL AUTHORITY REQUIREMENTS BEFORE BACKFILLING. 15.	EXISTING UTILITIES SHALL BE VERIFIED IN FIELD PRIOR TO INSTALLATION OF ANY NEW LINES. EXISTING UTILITIES SHALL BE VERIFIED IN FIELD PRIOR TO INSTALLATION OF ANY NEW LINES. 16.	THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES, AND WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE FIELD.  THE INFORMATION IS NOT TO BE RELIED ON AS BEING EXACT OR COMPLETE.  THE CONTRACTOR MUST CONTACT THE STATE ONE CALL BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATION OF UTILITIES.  IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING UTILITIES WHICH CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THE PLANS. 17.	CONTRACTOR IS RESPONSIBLE FOR ALL NECESSARY INSPECTIONS AND/OR CERTIFICATIONS REQUIRED BY CODES AND/OR UTILITY CONTRACTOR IS RESPONSIBLE FOR ALL NECESSARY INSPECTIONS AND/OR CERTIFICATIONS REQUIRED BY CODES AND/OR UTILITY COMPANIES. 18.	ALL EXISTING LIGHT POLES, WIRING, ETC. IMPACTED BY CONSTRUCTION SHALL BE REMOVED IN ACCORDANCE WITH LOCAL CODES AND ALL EXISTING LIGHT POLES, WIRING, ETC. IMPACTED BY CONSTRUCTION SHALL BE REMOVED IN ACCORDANCE WITH LOCAL CODES AND REGULATIONS. 19.	EXISTING PIPES SHALL BE EXCAVATED AND REMOVED IN THEIR ENTIRETY AND BACKFILLED ACCORDINGLY. EXISTING PIPES SHALL BE EXCAVATED AND REMOVED IN THEIR ENTIRETY AND BACKFILLED ACCORDINGLY. 20.	CONTRACTOR SHALL CLEAN ALL STORM SEWERS, AREA DRAINS AND STRUCTURES AT THE COMPLETION OF CONSTRUCTION, INCLUDING CONTRACTOR SHALL CLEAN ALL STORM SEWERS, AREA DRAINS AND STRUCTURES AT THE COMPLETION OF CONSTRUCTION, INCLUDING ALL EXISTING PIPES AND STRUCTURES WITHIN THE CONTRACT LIMITS. 21.	HEIGHT OF THE CURB TO BE 0.5' UNLESS OTHERWISE NOTED ON THE PLANS. HEIGHT OF THE CURB TO BE 0.5' UNLESS OTHERWISE NOTED ON THE PLANS. 22.	UNLESS OTHERWISE INDICATED AT A SPECIFIC LOCATION, ALL FINISHED GRADES ARE TO CONFORM TO AND MATCH EXISTING GRADES. UNLESS OTHERWISE INDICATED AT A SPECIFIC LOCATION, ALL FINISHED GRADES ARE TO CONFORM TO AND MATCH EXISTING GRADES. 23.	THE CONTRACTOR SHALL RESTORE ANY STRUCTURE, PIPE, UTILITY PAVEMENT, CURBS, SIDEWALKS, LANDSCAPED AREAS, ETC. THE CONTRACTOR SHALL RESTORE ANY STRUCTURE, PIPE, UTILITY PAVEMENT, CURBS, SIDEWALKS, LANDSCAPED AREAS, ETC. DISTURBED DURING CONSTRUCTION TO THE ORIGINAL CONDITION OR BETTER AS PART OF THE BASE BID. 24.	THE CONTRACTOR SHALL SUBMIT SHOP DRAWINGS OF MATERIALS AND STRUCTURE FOR REVIEW AND APPROVAL PRIOR TO THE CONTRACTOR SHALL SUBMIT SHOP DRAWINGS OF MATERIALS AND STRUCTURE FOR REVIEW AND APPROVAL PRIOR TO FABRICATION. 25.	THE CONTRACTOR IS RESPONSIBLE FOR THE REMOVAL AND DISPOSAL OF ALL RUBBISH, TRASH, DEBRIS, AND ORGANIC MATERIAL IN THE CONTRACTOR IS RESPONSIBLE FOR THE REMOVAL AND DISPOSAL OF ALL RUBBISH, TRASH, DEBRIS, AND ORGANIC MATERIAL IN A LAWFUL MANNER. 26.	SITE GRADING SHALL BE PERFORMED TO PROMOTE POSITIVE DRAINAGE TO CATCH BASINS AND TO PRECLUDE THE PONDING OF SITE GRADING SHALL BE PERFORMED TO PROMOTE POSITIVE DRAINAGE TO CATCH BASINS AND TO PRECLUDE THE PONDING OF WATER ON THE SITE. 27.	VERIFY REQUIRED SPOT ELEVATIONS/GRADING IN THE VICINITY OF THE BUILDINGS WITH THE ARCHITECTURAL PLANS. VERIFY REQUIRED SPOT ELEVATIONS/GRADING IN THE VICINITY OF THE BUILDINGS WITH THE ARCHITECTURAL PLANS. 28.	EXISTING AND PROPOSED GRADES SHOWN AT 1' CONTOUR INTERVALS UNLESS NOTED. EXISTING AND PROPOSED GRADES SHOWN AT 1' CONTOUR INTERVALS UNLESS NOTED. 29.	CONTRACTOR SHALL ADJUST AND/OR CUT EXISTING PAVEMENT AS NEEDED TO ASSURE A SMOOTH FIT AND CONTINUOUS GRADE. CONTRACTOR SHALL ADJUST AND/OR CUT EXISTING PAVEMENT AS NEEDED TO ASSURE A SMOOTH FIT AND CONTINUOUS GRADE. 30.	CONTRACTOR SHALL ASSURE POSITIVE DRAINAGE AWAY FROM BUILDINGS. CONTRACTOR SHALL ASSURE POSITIVE DRAINAGE AWAY FROM BUILDINGS. 31.	SIDEWALKS SHALL HAVE A MAXIMUM 2.0% CROSS SLOPE.SIDEWALKS SHALL HAVE A MAXIMUM 2.0% CROSS SLOPE.
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		IDENTIFICATION OF REQUIRED SUBCONTRACTORS



		LIST ALL REQUIRED/APPLICABLE SUBCONTRACTORS as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”)





		PLUMBING BRANCH WORK:  (DPMC Classification Plumbing (C030) Required)


___________________________________
         DPMC CLASSIFICATION C030__________                          


Firm
                   

Additional Plumbing Branch Subcontractor(s):  Note DPMC Classification:  _________________


___________________________________




Firm
             

Additional Plumbing Branch Subcontractor(s):  Note DPMC Classification:  _________________


___________________________________




Firm
             






		HVACR BRANCH WORK: (DPMC Classification HVACR (C032) Required)

___________________________________
         DPMC CLASSIFICATION C032__________


Firm
             

Additional HVACR Branch Subcontractor(s):  Note DPMC Classification: ____________________


___________________________________




Firm
             

Additional HVACR Branch Subcontractor(s):  Note DPMC Classification: ____________________


___________________________________




Firm
             







		IDENTIFICATION OF REQUIRED SUBCONTRACTORS (cont’d)



		LIST ALL REQUIRED/APPLICABLE SUBCONTRACTORS as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”)






		ELECTRICAL BRANCH WORK: (DPMC Classification Electrical (C047) Required)

___________________________________
         DPMC CLASSIFICATION C047__________


Firm
             

Additional Electrical Branch Subcontractor(s):  Note DPMC Classification: __________________


___________________________________




Firm
             

Additional Electrical Branch Subcontractor(s):  Note DPMC Classification: __________________


___________________________________




Firm
             





		STRUCTURAL STEEL AND MISCELLANEOUS IRON WORK: (DPMC Classification Structural Steel (C029)   Required) 

___________________________________
         DPMC CLASSIFICATION C029__________


Firm
             

Additional Structural Steel Branch Subcontractor(s):  Note DPMC Classification: ______________


___________________________________




Firm
             

Additional Structural Steel Branch Subcontractor(s):  Note DPMC Classification: ______________


___________________________________




Firm
             







		IDENTIFICATION OF REQUIRED SUBCONTRACTORS (cont’d)



		LIST ALL REQUIRED/APPLICABLE SUBCONTRACTORS as indicated in section 1.3 of the RFP (“Identification and Prequalification of Members of the Design-Build Team”) or in the Bid Advertisement





		 OTHER TRADE CLASSIFICATIONS NAMED IN BID ADVERTISEMENT AND/OR RFP:

___________________________________             Note DPMC Classification:           __________

              Firm


===========================================================================================

OTHER TRADE CLASSIFICATIONS NAMED IN BID ADVERTISEMENT AND/OR RFP:

__________________________________              Note DPMC Classification: ______________

              Firm


===========================================================================================

OTHER TRADE CLASSIFICATIONS NAMED IN BID ADVERTISEMENT AND/OR RFP?

__________________________________              Note DPMC Classification: ______________


              Firm
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