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NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"1D WEST ELEVATION (DEMOLITION)


SCALE:  1/8" = 1'-0"1R WEST ELEVATION (RENOVATED)


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"2D NORTH ELEVATION (DEMOLITION)


SCALE:  1/8" = 1'-0"2R NORTH ELEVATION (RENOVATED) 02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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COPING BEYOND SEE SOUTH
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1


FIRST FLOOR
+0' - 0"


SECOND FLOOR
+13' - 8"


ROOF
+41' - 0"


THIRD FLOOR
+27' - 4"


BASEMENT
FLOOR
-13' - 0"


STAIR TOWER
+50' - 6"


REFER TO COURTYARD
ELEVATIONS A-305 FOR
ADDITIONAL INFORMATION
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A-431


ROOF EQUIPMENT
SEE ROOF PLAN A-140


ROOF EQUIPMENT
SEE ROOF PLAN A-140


EXISTING  ALLEY AREAWAY


ALUMINUM AWNING WINDOWS


8
A-141


15' - 8 3/16"


3
A-302


3
A-302


PROVIDE LINTEL AT DOOR PROVIDE LINTEL AT DOOR PROVIDE LINTEL AT DOOR


EXISTING DOOR TO REMAIN


1' - 3 1/2"


NOTE: ALL INFILL/ REPAIR BRICK  IS TO BE
COVERED WITH THE INDICATED EIFS SYSTEM
SHALL BE BRICK TYPE 3.


4
A-141


2
A-302


SIM SIM


SIM


A.J. A.J.


A.J. A.J.


A.J.


A.J.A.J.A.J.


A.J.A.J.A.J.A.J.


A.J.A.J.A.J.A.J.


A.J.A.J.


A.J.


A.J.


3
A-100


DD DD


NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES


EXISTING MASONRY WALL
CONSTRUCTION
AIR AND MOISTURE BARRIER
OVER JOINT TREATMENT


JOINT TREATMENT OVER
STARTER TRACK, TYPICAL


EXTERIOR INSULATION
FINISH SYSTEM


STARTER TRACK W/ WEEP
HOLES


GRADE


M
IN


.


6"


EXISTING BRICK WITH ASBESTOS CONTAINING
CEMENTITIOUS COATING OR REPLACEMENT
BRICK VENEER AS IT OCCURS.


2 COATS FLUID APPLIED AIR AND
MOISTURE BARRIER TO SEAL AND
ENCAPSULATE THE EXISTING SUBSTRATE
APPLIED AT 15 MILS
WET PER COAT


MECHANICALLY FASTENED SELF FURRING
FIBERGLASS LATH OVER FLUID APPLIED
AIR AND MOISTURE BARRIER INTO MORTAR
JOINT.


ADHESIVELY ATTACH EPS FOAM DIRECTLY
ON TO THE MECHANICALLY FASTENED LATH
WITH VERTICAL RIBBONS


MESH COAT


PRIMER ADHESIVE


PRIMER


FINISH


DRAINAGE PLANE


1. REPLACE - REPAIR ALL LOOSE, MISSING OR DAMAGED
BRICKS, MORTAR AND ASBESTOS CONTAINING CEMENTITIOUS
COATING THAT COULD AFFECT THE BOND OF THE EXTERIOR
INSULATION FINISH SYSTEM.


2.  INSTALL 2 COATS OF FLUID APPLIED AIR AND MOISTURE
BARRIER TO SEAL AND ENCAPSULATE THE EXISTING
SUBSTRATE AT 15 MILS WET PER COAT.


3.  MECHANICALLY FASTEN SELF-FURRING FIBERGLASS LATH
OVER FLUID APPLIED AIR AND MOISTURE BARRIER. FASTEN
 INTO THE MORTAR JOINT.


4.  ADHESIVELY ATTACH THE EPS FOAM DIRECTLY ONTO THE
MECHANICALLY FASTENED LATH WITH VERTICAL RIBBONS OF
ADHESIVE TO CREATE A DRAINAGE PLANE.


5. INSTALL MESH AND BASE COAT.


6.  INSTALL PRIMER AND FINISH.


EXTERIOR INSULATION AND
FINISH SYSTEM SCOPE NOTES


EXISTING BRICK VENEER


3/4"  MIN.


EXTERIOR  INSULATION AND FINISH
SYSTEM ON EXISTING OR RENOVATED
EXTERIOR BRICK WYTHE


BACKER ROD AND JOINT SEALANT


WRAP AND RETURN EXTERIOR FINISH
SYSTEM ON INSULATION BOARD
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SCALE:  1/8" = 1'-0"3D EAST ELEVATION - DEMOLITION


SCALE:  1/8" = 1'-0"3R EAST ELEVATION - RENOVATED


SCALE:  3" = 1'-0"4 EIFS EXPANSION JOINT DETAIL


SCALE:  3" = 1'-0"2 EIFS BASE DETAILSCALE:  3" = 1'-0"5
EIFS VERTICAL HORIZONTAL REVEAL
(SEE ELEVATIONS FOR LOCATIONS)


SCALE:  1 1/2" = 1'-0"1 EIFS SYSTEM ON MASONRY WALL CONSTRUCTION


SCALE:  1 1/2" = 1'-0"3 EIFS  DETAIL @ BRICK
02/17/15 100% SCHEMATIC DESIGN


SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS


1 02/24/16 ADDENDUM #1


TYP.


1


1
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ROOF PLAN A -140


ROOF EQUIPMENT TO
BE REMOVED - SEE
ROOF PLAN A-140


11 1 1


EXISTING CAST IRON VENT
PIPE - REMOVE, EXTEND OUT
BEYOND FACE OF EIFS SYSTEM,
PROVIDE SUPPORTS AND
REINSTALL


REMOVE EXISTING
METAL COPING


2D
A-430


2
A-102


LINE OF EXISTING ROOF


EXISTING COUNTER
FLASHING TO REMAIN.


EXISTING SILL TO REMAIN.


3
A-102


7


REMOVE  MASONRY AS
REQUIRED FOR LINTEL
REMOVAL AND SALVAGE
BRICK FOR
REINSTALLATION,
TYPICAL FOR (4)
LOCATIONS


IN-SITU PANEL #4
- SEE A-431
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ROOF EQUIPMENT
SEE ROOF PLAN A 140


ROOF EQUIPMENT
SEE ROOF PLAN A 140
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BRICK TYPE 2


BRICK TYPE 1


BRICK TYPE 1


BRICK TYPE 1


BRICK TYPE 2


BRICK TYPE 2


BRICK TYPE 2
BRICK TYPE 2
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LINE OF EXISTING ROOF


3
A-141
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COPING


2R
A-432


2R
A-432


1R
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5
A-141


EXISTING COUNTER
FLASHING


LINE OF EXISTING ROOF


C.J. C.J. C.J. C.J.C.J. C.J.


E.J. E.J. E.J.E.J.


C.J.


C.J.C.J.C.J. C.J.


SEE DETAIL 12/A 141
FOR EXPANSION JOINT DETAIL15


A.J. A.J.


IN-SITU PANEL #4
- SEE A-431


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"4D SOUTH ELEVATION - DEMOLITION


SCALE:  1/8" = 1'-0"4R SOUTH ELEVATION - RENOVATED


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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THIS DRAWING
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EXISTING ROOF LADDER TO BE
REMOVED. MODIFY SUPPORTS AND
REINSTALL. SEE DETAIL 1/A-305.
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ROOF PLAN


PROVIDE ADDITIONAL
INSULATION TO MAKE
WALL SURFACE FLUSH
WITH ADJACENT WALL.


EXISTING ROOF LADDER
PAINTED.


A.J.A.J.
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NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"5D COURTYARD ELEVATION LOOKING NORTH - DEMOLITION
SCALE:  1/8" = 1'-0"6D COURTYARD ELEVATION LOOKING EAST - DEMOLITION


SCALE:  1/8" = 1'-0"5R COURTYARD ELEVATION LOOKING NORTH - RENOVATED
SCALE:  1/8" = 1'-0"6R COURTYARD ELEVATION LOOKING EAST - RENOVATED


TOP OF EXISTING STONE WALL/BOTTOM
OF EIFS WALL SYSTEM


EXISTING ELECTRICAL CONDUITS AND
EQUIPMENT TO BE REMOVED AND
REINSTALLED


EXISTING ELECTRICAL CONDUITS AND
EQUIPMENT TO REMAIN


PHOTO 1 @ COURTYARD PHOTO 2 @ COURTYARD


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES


FACE OF EXISTING
MASONRY WALL


BACKER ROD AND JOINT SEALANT
AROUND ANGLE PENETRATION
THROUGH EIFS


2
1/


2"


7"


CENTERLINE OF LADDER


EXISTING LADDER


REMOVE EXISTING SUPPORT BRACKETS
AND PROVIDE STAINLESS STEEL ANGLE
SUPPORT BRACKETS: ANGLE 2 1/2" X 12"
LONG +/- X 2 1/2" WIDE X 1/4" THICK.
TYPICAL FOR 8 LOCATIONS
1/2" DIAMETER EXPANSION ANCHOR
W/NUT AND WASHER


EIFS WALL SYSTEM


+
20 north doughty avenue


somerville, new jersey 08876


7th floor, alpha building
1 south 3rd street


easton, pennsylvania 18042


www.usaarchitects.com


archi tects pl ann ers


in
te


ri o
r d


es
i g


n e
rs


Scale Project No.


Datum Elev.


Dwg. Date


Drawing No.Drawn By


Chkd. By


No. Date Issue or Revision


Drawing Title


Signature & License No.


This Document is the property and copyright of USA
Architects for the specified project and shall not be used or
reproduced without authorization.


Arnaldo Untoria, AIA
Paul R. Swartz, AIA
Armand T. Christopher,Jr., AIA
Mark A. Coan, AIA
Peter C. Campisano, AIA
Daniel J. Fortunato, AIA
Andrew P. Adornato, AIA
Mitch Miller, AIA, FCSI, CCS


1550 latimer street, 3rd floor
philadelphia, pennsylvania 19102


AI10394


As
indicated


2/
23


/2
01


6
1 :


47
:1


6
PM


APL/RJH/AB


RJH/ JJP
A-305


2014-115


SOUTH AND WEST
COURTYARD
ELEVATIONS


12/22/15


H
A


RR
Y


L.
BA


IN
,P


S
#


6


62
00


BR
O


A
D


W
A


Y
A


V
E


N
U


E
,W


E
ST


N
E


W
Y


O
RK


,N
J0


70
93


N
E


W
JE


RS
E


Y
SC


H
O


O
LS


D
E


V
E


LO
PM


E
N


T
A


U
TH


O
RI


TY


IM
PR


O
V


E
M


E
N


TS
TO


BU
IL


D
IN


G
E


N
V


E
LO


PE
A


N
D


IN
TE


RI
O


R
SY


ST
E


M
S


TO
TH


E


FO
R


TH
E


SCALE:  1/8" = 1'-0"7D COURTYARD ELEVATION LOOKING SOUTH - DEMOLITION
SCALE:  1/8" = 1'-0"8D COURTYARD ELEVATION LOOKING WEST - DEMOLITION


SCALE:  1/8" = 1'-0"7R COURTYARD ELEVATION LOOKING SOUTH - RENOVATED


SCALE:  1/8" = 1'-0"8R COURTYARD ELEVATION LOOKING WEST - RENOVATED


PHOTO 1: PARTIAL WEST ELEVATION PHOTO 2: PARTIAL WEST ELEVATION


EXISTING WALL MOUNTED ELECTRICAL
EQUIPMENT, CONDUITS AND SUPPORTS TO BE
REMOVED, MODIFIED AND EXTENDED AS
REQUIRED AND REINSTALLED ON EIFS WALL
CONSTRUCTION


REMOVE EXISTING ROOF LADDER AND
SUPPORTS. PROVIDE S/S ANGLE SUPPORTS
WITH ANCHORS AT EACH EXISTING SUPPORT
LOCATION. MOVE LADDER OUT FROM
SURFACE OF EIFS WALL SYSTEM. SEE
DETAIL 1 ON THIS SHEET.


PROVIDE CONDUITS, CONDUCTORS,
SUPPORTS, BRACKETS, ETC. AS REQUIRED
TO RESTORE OPERATION OF ALL AFFECTED
EQUIPMENT.


EXISTING WALL MOUNTED ELECTRICAL
EQUIPMENT, CONDUITS AND SUPPORTS TO
BE REMOVED, MODIFIED AND EXTENDED AS
REQUIRED AND REINSTALLED ON EIFS WALL
CONSTRUCTION


EXISTING WALL MOUNTED CONDUITS, PIPING, AND
SUPPORTS TO BE REMOVED, MODIFIED AND
REINSTALLED ON EIFS WALL CONSTRUCTION.


SCALE:  1 1/2" = 1'-0"1 MODIFIED  LADDER SUPPORT DETAIL


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"9D
NORTH LIGHTWELL ELEVATION
LOOKING NORTH - DEMOLITION


SCALE:  1/8" = 1'-0"10D
NORTH LIGHTWELL ELEVATION
LOOKING EAST - DEMOLITION


SCALE:  1/8" = 1'-0"11D
NORTH LIGHTWELL ELEVATION
LOOKING SOUTH (DEMOLITION)


SCALE:  1/8" = 1'-0"12D
NORTH LIGHTWELL ELEVATION
LOOKING WEST - DEMOLITION


SCALE:  1/8" = 1'-0"9R


NORTH LIGHTWELL ELEVATION
LOOKING NORTH - RENOVATED


SCALE:  1/8" = 1'-0"10R


NORTH LIGHTWELL ELEVATION
LOOKING EAST - RENOVATED


SCALE:  1/8" = 1'-0"11R


NORTH LIGHTWELL ELEVATION
LOOKING SOUTH - RENOVATED


SCALE:  1/8" = 1'-0"12R
NORTH LIGHTWELL ELEVATION
LOOKING WEST - RENOVATED


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS
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NOT TO SCALE


KEY PLAN


SOUTH LIGHTWELL


NORTH LIGHTWELL


COURTYARD


DEMOLITION ELEVATION KEY NOTES


REMOVE EXISTING TERRA COTTA BAND AROUND PERIMETER OF BUILDING
INCLUDING  ALL RETURNS.  REMOVE STEEL LINTEL ASSEMBLY  BEHIND TERRA
COTTA BAND AT WINDOW HEAD.


1


REMOVE EXISTING TERRA COTTA MEDALLION.2


REMOVE EXISTING TERRA COTTA LOW ROOF STRUCTURE IN ITS ENTIRETY
INCLUDING KEYSTONE. REMOVE ALL ASSOCIATED FLASHING, BRACKETS,
SUPPORT AND CLEAN ALL EXISTING BRICK OF ALL OLD FLASHING MATERIALS.


3


REMOVE EXISTING WINDOW CONSTRUCTION IN ITS ENTIRETY.5


6


REMOVE EXISTING MASONRY PARAPET WALL CONSTRUCTION DOWN TO
WINDOW HEAD IN ITS ENTIRETY INCLUDING, BUT NOT LIMITED TO, THE STEEL
LINTEL ASSEMBLY, ALL STEEL SUPPORT FRAMING, LINTEL CAULK AND CAULK IN
TERRA COTTA ENTABLATURE ASSEMBLEY WITH ASBESTOS CONTAINING
MATERIAL.


REMOVE EXISTING MASONRY WALL CONSTRUCTION AT EACH WINDOW HEAD
AS REQUIRED FOR REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE
EXISTING STONE SILL AT EACH WINDOW.


4


REMOVE EXISTING  EXTERIOR BRICK WYTHE VENEER WITH ASBESTOS CONTAINING
MATERIAL COATING OVER EXTENT OF WALL AS INDICATED.


REMOVE EXISTING METAL COPING AND MASONRY PARAPET IN ITS ENTIRETY.


REMOVE EXISTING TERRA COTTA WINDOW SURROUNDS AND ENTABLATURE
IN ITS ENTIRETY.


7 REMOVE EXISTING TERRA COTTA WINDOW HEAD.


REMOVE EXISTING MASONRY WALL CONSTRUCTION WITH ASBESTOS
CONTAINING MATERIAL COATING AT EACH WINDOW HEAD AS REQUIRED FOR
REMOVAL OF LINTEL OR LINTEL ASSEMBLY AND REMOVE EXISTING STONE SILL
WITH ACM COATING AT EACH WINDOW.


RENOVATED ELEVATION KEY NOTES


PROVIDE BRICK BAND.3


PROVIDE STEEL LINTEL ASSEMBLY, BRICK SUBSTRATE AS REQUIRED AND
BRICK SOLDIER COURSE HEADER. SEE STRUCTURAL.4


PROVIDE STEEL LINTEL ASSEMBLY, MASONRY SUBSTRATE AS REQUIRED  AND
EXTERIOR  WYTHE BRICK VENEER BAND AS INDICATED ON THE DRAWINGS.


5


REPLACE BRICK SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR  WYTHE
BRICK VENEER.


6


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE CAST STONE BAND
AND DATE STONE WITH 'V' INCISED LETTERS.


7


PROVIDE WINDOW SYSTEM.8


PROVIDE LOUVER FOR SELF-CONTAINED A/C UNIT.9


PROVIDE BOLLARD - SEE  PLAN DRAWING A-101 FOR LAYOUT.10


PROVIDE RENOVATED MASONRY PARAPET WALL CONSTRUCTION AND
STEEL LINTEL OR LINTEL ASSEMBLY.


PROVIDE ROOF EDGE RENOVATED MASONRY SUBSTRATE AND EXTERIOR WYTHE
BRICK VENEER WALL CONSTRUCTION. WITH EXTERIOR INSULATION AND FINISH
SYSTEM.


PROVIDE STEEL LINTEL ASSEMBLY AT WINDOW HEAD AND EXTERIOR
INSULATION FINISH SYSTEM OVER REPLACED EXTERIOR WYTHE BRICK
VENEER AND SILL. SEE STRUCTURAL.


EXTERIOR INSULATION AND FINISH SYSTEM OVER EXISTING BRICK MASONRY.


PROVIDE EXTERIOR INSULATION AND FINISH SYSTEM WITH HIGH IMPACT MESH.
MINIMUM 8'-0" A.F.F.


11


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
WYTHE VENEER


REPOINT ALL JOINTS ON EXISTING TERRA COTTA WINDOW AND DOOR
SURROUNDS. 2


CLEAN AND PAINT EXISTING STEEL CORNER GUARD.12


EXTERIOR INSULATION AND FINISH SYSTEM OVER RENOVATED MASONRY
SUBSTRATE AND EXTERIOR WYTHE OF BRICK AS INDICATED ON THE
DRAWINGS.


REPLACE MASONRY SUBSTRATE AND PROVIDE CAST STONE LUG WINDOW SILL AND
SURROUND. PROVIDE STAINLESS STEEL ANCHORS EPOXY BOLTED TO MASONRY
SUBSTRATE  AND JOINT SEALANT AT ALL JOINTS BETWEEN STONES.


 1


LEGEND
WINDOW TYPES- SEE DRAWING A-600


E.J. - EXPANSION  JOINT


C.J. - CONTROL JOINT


A.J. - AESTHETIC  JOINT


A


REPLACE MASONRY SUBSTRATE AS REQUIRED AND PROVIDE EXTERIOR BRICK
SOLDIER COURSE VENEER


REPLACE BRICK PARAPET AS INDICATED.13


PROVIDE ROOF EDGE14


PROVIDE CAST STONE WINDOW HEAD15


1. DEMOLITION AND ALTERATION NOTES ARE NOT ALL INCLUSIVE.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO INSPECT AND ASSESS EACH SPACE
AND TO FULFILL THE INTENT OF THE WORK  INDICATED BY THE CONTRACT
DOCUMENTS.  VERIFY ALL DIMENSIONS WITHIN THE CONTRACT LIMITS.
BRING DEVIATIONS FROM THE CONTRACT DOCUMENTS TO THE ATTENTION
OF THE ARCHITECT.  THE EXTENT OF DEMOLITION AND REMOVAL INCLUDES,
BUT IS NOT LIMITED TO WORK SHOWN ON THE DRAWINGS. COORDINATE ALL
WORK WITH  THE ASBESTOS ABATEMENT CONTRACTOR AND  MECHANICAL,
ELECTRICAL, PLUMBING AND STRUCTURAL CONTRACTORS.


2. THE CONTRACTOR SHALL RECOGNIZE THE REQUIREMENT TO HAVE THE
MASONRY SUB-CONTRACTOR WORK HAND-IN-HAND WITH THE ABATEMENT
CONTRACTOR DURING THE DEMOLITION OF ALL BRICK WITH THE EXTERIOR
ASBESTOS CONTAINING STUCCO COATING IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


3. STEEL LINTEL ASSEMBLIES  CONTAIN AN ASBESTOS CONTAINING
MATERIAL COATING.  IN ADDITION WINDOW SEALANT, LINTEL CAULK AND
BLACK FLASHING MASTIC ARE PRESENT THAT CONTAIN  AN ASBESTOS
CONTAINING MATERIAL AND SHALL BE ABATED IN ACCORDANCE WITH THE
EXTERIOR ASBESTOS ABATEMENT SPECIFICATION.


4.  REMOVE ANY MISCELLANEOUS PROJECTIONS, HANGERS, BOLTS,
SCREWS AND NAILS FROM EXISTING SURFACES TO REMAIN.  PATCH AND
PREPARE SURFACES TO RECEIVE  FINISH.


5.  PATCH AND REPAIR ALL ADJACENT SURFACES WHICH ARE AFFECTED  BY
THE DEMOLITION OR REMOVAL OF ACCESSORIES TO THEIR ORIGINAL FORM
AND PREPARE FOR  FINISH. COORDINATE WITH FINISH DRAWINGS.


6.  CONTRACTOR SHALL BE RESPONSIBLE FOR DAILY CLEANUP OF
CONSTRUCTION DEBRIS.


7.  BEFORE DEMOLITION BEGINS, CONTRACTOR SHALL COORDINATE
SEQUENCE  AND SCHEDULES FOR ALL WORK AND RELOCATION OR
DISPOSAL OF ALL MATERIALS WITH OWNER.


8. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL AND RE-
INSTALLATION OF ALL MEP EQUIPMENT, CONDUITS, SUPPORTS ETC. ON ALL
SURFACES WHERE WORK IS OCCURRING. THIS SHALL INCLUDE, BUT NOT BE
LIMITED TO, PARAPET DEMOLITION AND RECONSTRUCTION, MASONRY
REMOVAL AND RE-INSTALLATION, WINDOW REPLACEMENT AND EIFS
INSTALLATION. CONTRACTOR SHALL DISCONNECT AND REMOVE, MODIFY
AND EXTEND CONDUITS, CONDUCTORS, WIRING, SUPPORTS, BRACKETS AND
PIPING WITH MATERIALS MATCHING EXISTING AS REQUIRED TO RESTORE
OPERATION OF ALL AFFECTED EQUIPMENT. NOT ALL EQUIPMENT IS
INDICATED ON THE DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE TO
VERIFY ALL EXISTING EQUIPMENT AND RELOCATE AS REQUIRED TO
COMPLETE THE WORK.


GENERAL DEMOLITION  NOTES
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SCALE:  1/8" = 1'-0"13D


SOUTH LIGHTWELL ELEVATION LOOKING
NORTH - DEMOLITION


SCALE:  1/8" = 1'-0"14D


SOUTH LIGHTWELL ELEVATION LOOKING
EAST - DEMOLITION


SCALE:  1/8" = 1'-0"15D


SOUTH LIGHTWELL ELEVATION LOOKING
SOUTH - DEMOLITION


SCALE:  1/8" = 1'-0"16D


SOUTH LIGHTWELL ELEVATION LOOKING
WEST - DEMOLITION


SCALE:  1/8" = 1'-0"13R
SOUTH LIGHTWELL ELEVATION LOOKING
NORTH - RENOVATED


SCALE:  1/8" = 1'-0"14R


SOUTH LIGHTWELL ELEVATION LOOKING
EAST  - RENOVATED SCALE:  1/8" = 1'-0"15R


SOUTH LIGHTWELL ELEVATION LOOKING
SOUTH - RENOVATED


SCALE:  1/8" = 1'-0"16R
SOUTH LIGHTWELL ELEVATION LOOKING
WEST - RENOVATED


02/17/15 100% SCHEMATIC DESIGN
SUBMISSION


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


09/03/15 RESPONSE TO SDA 100%
CD DESIGN REVIEW
COMMENTS


12/14/15 RESPONSE TO DCA
COMMENTS


1 02/24/16 ADDENDUM #1


TYP.


1


1 1 1 1








FIRST FLOOR
+0' - 0"


SECOND FLOOR
+13' - 8"


ROOF
+41' - 0"


THIRD FLOOR
+27' - 4"


 WINDOW SYSTEM


ACOUSTIC PANEL CEILING


STEEL LINTEL
ASSEMBLY SEE STRUCTURAL


ALUMINUM  WINDOW
SYSTEM


EXISTING MASONRY WALL
CONSTRUCTION TO REMAIN


ALUMINUM WINDOW SYSTEM


COURTYARDCLASSROOM


ROOF TIE- IN - SEE ROOF PLAN


ACOUSTIC PANEL CEILING


STEEL LINTEL
ASSEMBLY- SEE STRUCTURAL


+/-


STEEL LINTEL ASSEMBLY- SEE
STRUCTURAL


EXTERIOR INSULATION AND FINISH SYSTEM
OVER AIR AND MOISTURE BARRIER ON
RENOVATED OR EXISTING EXTERIOR WYTHE
BRICK VENEER -SEE EXTERIOR ELEVATIONS


ACOUSTIC PANEL CEILING


EXISTING WALL CONSTRUCTION
TO REMAIN


EXISTING WALL CONSTRUCTION
TO REMAIN


A-141
4


2
A-601


2'
-1


0"
+/


-


EXTERIOR INSULATION AND FINISH
SYSTEM OVER AIR AND MOISTURE
BARRIER ON EXTERIOR WYTHE
BRICK VENEER -SEE EXTERIOR
ELEVATIONS


EXTERIOR INSULATION AND FINISH SYSTEM OVER
AIR AND MOISTURE BARRIER ON RENOVATED OR
EXISTING EXTERIOR WYTHE BRICK VENEER -SEE
EXTERIOR ELEVATIONS


EXTERIOR INSULATION AND FINISH
SYSTEM OVER AIR AND MOISTURE
BARRIER ON RENOVATED OR EXISTING
EXTERIOR WYTHE BRICK VENEER -SEE
EXTERIOR ELEVATIONS


A-432
6R


A-432
6R SIM


SIM


FIRST FLOOR
+0' - 0"


SECOND FLOOR
+13' - 8"


ROOF
+41' - 0"


THIRD FLOOR
+27' - 4"


REMOVE EXISTING WINDOW
SYSTEM IN ITS ENTIRETY


REMOVE EXISTING STEEL LINTEL
ASSEMBLY- SEE STRUCTURAL


EXISTING WALL
CONSTRUCTION TO
REMAIN


REMOVE EXISTING WINDOW
SYSTEM IN ITS ENTIRETY


REMOVE EXISTING STEEL LINTEL
ASSEMBLY - SEE STRUCTURAL


REMOVE EXISTING WINDOW
SYSTEM IN ITS ENTIRETY


REMOVE EXISTING EXTERIOR
WYTHE OF BRICK - SEE EXTERIOR
ELEVATIONS


COURTYARDCLASSROOM


REMOVE EXISTING MASONRY
WINDOW SILL


EXISTING FLOOR
CONSTRUCTION TO
REMAIN


EXISTING FLOOR
CONSTRUCTION TO REMAIN


EXISTING FLOOR
CONSTRUCTION TO
REMAIN


EXISTING WALL
CONSTRUCTION TO REMAIN


EXISTING WALL
CONSTRUCTION TO REMAIN


REMOVE EXISTING MASONRY BACKUP AND
EXTERIOR WYTHE OF BRICK AS REQUIRED
TO REMOVE EXISTING STEEL LINTEL
ASSEMBLY- SEE EXTERIOR ELEVATIONS


REMOVE EXISTING MASONRY SILL


REMOVE EXISTING  MASONRY BACKUP AND EXTERIOR
WYTHE OF BRICK AS REQUIRED TO REMOVE EXISTING
STEEL LINTEL ASSEMBLY- SEE EXTERIOR
ELEVATIONS


REMOVE EXISTING MASONRY SILL


REMOVE EXISTING STEEL LINTEL
ASSEMBLY- SEE STRUCTURAL


REMOVE EXISTING METAL ROOF EDGE AND
MASONRY WALL CONSTRUCTION- SEE
EXTERIOR ELEVATIONSREMOVE PORTION OF ROOF FOR


TIE- IN - SEE ROOF PLAN


A-432
6D


A-432
6D SIM


SIM


THE CONTRACTOR SHALL PROVIDE IN-SITU PANELS TO OBSERVE AND APPROVE
CONCEALED FINISH WORKMANSHIP OF THE RENOVATED SYSTEMS PRIOR TO THE
ADVANCEMENT OF FURTHER WORK AS FOLLOWS:


PANEL #1. THE CONTRACTOR SHALL REMOVE AN EXISTING WINDOW UNIT, A
PORTION OF THE MASONRY PARAPET WALL CONSTRUCTION, STEEL LINTEL
ASSEMBLY, INCLUDING STEEL SUPPORTS, AND THE TERRA COTTA ENTABLATURE.
PROVIDE A WATERTIGHT RENOVATED PARAPET WALL CONSTRUCTION INCLUSIVE
OF THE STEEL LINTEL ASSEMBLY, FLASHING, METAL COPING AND ROOF SYSTEM
TIE-IN AS SHOWN ON 2/A-141. INSTALL A WINDOW UNIT INCLUDING THE GLAZING,
LOUVER, WOOD BLOCKING, FINISHED WOOD SILL AND JOINT SEALANT. SEE
DRAWING A-300.


PANEL #2. THE CONTRACTOR SHALL REMOVE AN EXISTING WINDOW UNIT, A
PORTION OF THE EXTERIOR BRICK WYTHE AND MASONRY SUBSTRATE AS
REQUIRED TO REMOVE THE EXISTING STEEL LINTEL ASSEMBLY. PROVIDE A
RENOVATED STEEL LINTEL ASSEMBLY, FLASHING, EXTERIOR BRICK WYTHE AND
THE EXTERIOR AND INSULATION AND FINISH SYSTEM AS SHOWN ON DETAIL 6R/ A-
432. INSTALL A WINDOW UNIT INCLUDING THE GLAZING, LOUVER, WOOD
BLOCKING, FINISHED WOOD SILL AND JOINT SEALANT. SEE DRAWING A-305.


PANEL #3. THE CONTRACTOR SHALL REMOVE THE EXTERIOR BRICK AND MASONRY
SUBSTRATE AS REQUIRED TO EXPOSE THE END OF AN EXISTING STEEL FLOOR
BEAM. PROVIDE STRUCTURAL REPAIR TO THE WEB OF THE STEEL BEAM AS
SHOWN ON THE STRUCTURAL DRAWINGS AND INFILL THE OPENING WITH
MASONRY SUBSTRATE AND BRICK VENEER FOR A WATERTIGHT SYSTEM. SEE
DRAWING A-306.


PANEL #4. THE CONTRACTOR SHALL REMOVE AN EXISTING WINDOW UNIT, A
PORTION OF THE METAL ROOF EDGE SYSTEM, MASONRY VENEER AND SUBSTRATE
ABOVE THE STEEL LINTEL ASSEMBLY AS REQUIRED TO REMOVE THE LINTEL
ASSEMBLY. PROVIDE A WATERTIGHT RENOVATED WALL CONSTRUCTION
INCLUSIVE OF THE STEEL LINTEL ASSEMBLY, FLASHING AND ROOF EDGE SYSTEM
TIE-IN AS SHOWN ON DETAIL 4/ A-141. INSTALL A WINDOW UNIT INCLUDING THE
GLAZING, LOUVER WOOD BLOCKING, FINISHED WOOD SILL AND JOINT SEALANT.
SEE DRAWING A-303.


PANEL #5. THE CONTRACTOR SHALL REMOVE AN EXISTING WINDOW UNIT, A
PORTION OF THE EXTERIOR TERRA COTTA BAND AND MASONRY SUBSTRATE AS
REQUIRED TO REMOVE THE EXISTING STEEL LINTEL ASSEMBLY. PROVIDE A
RENOVATED STEEL LINTEL ASSEMBLY, FLASHING, BRICK VENEER AND MASONRY
SUBSTRATE AS SHOWN ON DETAIL 2R/ A-432. INSTALL A WINDOW UNIT INCLUDING
THE GLAZING, LOUVER, WOOD BLOCKING, FINISHED WOOD SILL AND JOINT
SEALANT. SEE DRAWING A-300.


PANEL #6. THE CONTRACTOR SHALL 'FIT-OUT' CLASSROOM 306. REMOVE AND
REPLACE THE EXISTING SELF-CONTAINED A/C UNIT INCLUDING THE REQUIRED
PIPING. PROVIDE THE ABOVE CEILING DUCTWORK, INCLUDING THE CONNECTION
TO THE A/C UNIT ACOUSTICAL PANEL CEILING SYSTEM, PENDANT LIGHT FIXTURES,
FIRE ALARM SYSTEM UPGRADED AND ALL ASSOCIATED COMPONENTS. PATCH THE
VENEER PLASTER AS REQUIRED AROUND THE WINDOW, STAIN THE WOOD STOOL,
APRON, HEAD AND JAMB TRIM, AND PAINT THE INTERIOR OF THE EXTERIOR WALL
IN ITS ENTIRETY.


IN-SITU PANEL NOTES:


SELF-ADHERED FLEXIBLE MEMBRANE
THROUGH-WALL FLASHING WITH 6" HIGH END
DAMS.


EXTENDED ALUMINUM SILL (PARTIALLY
REMOVED FOR CLARITY OF THROUGH-
WALL FLASHING ASSEMBLY)


STEP CONTINUOUS SELF- ADHERED
FLEXIBLE MEMBRANE FLASHING OVER
BRICK SILL AND WOOD BLOCKING


ALUMINUM WINDOW SYSTEM


6" HIGH END DAM


CONTINUOUS TERMINATION BAR
WITH CONTINUOUS SEALANT


SELF-ADHERED FLEXIBLE MEMBRANE
THROUGH-WALL FLASHING WITH 6"
HIGH END DAMS. LAP OVER COPPER
LINTEL FLASHING.


6" HIGH END DAM


6" HIGH END DAM


STEEL LINTEL ASSEMBLY -
SEE STRUCTURAL


ZINC/ TIN ALLOY COATED COPPER
LINTEL FLASHING WITH 2" VERTICAL
LEGS AND HEMMED EDGE


ALUMINUM WINDOW SYSTEM


BRICK MASONRY AND CMU
PARTIALLY REMOVED FOR CLARITY
OF THROUGH-WALL FLASHING
ASSEMBLYEXISTING ROOF


CONSTRUCTION
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SCALE:  1/2" = 1'-0"1R WALL SECTION RENOVATED
SCALE:  1/2" = 1'-0"1D WALL SECTION RENOVATED


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


1 02/24/16 ADDENDUM #1


SCALE:  1 1/2" = 1'-0"B


TYPICAL THROUGH-WALL FLASHING
ISOMETRIC AT WINDOW SILL


SCALE:  1 1/2" = 1'-0"A
TYPICAL THROUGH-WALL FLASHING
ISOMETRIC AT HEAD LINTEL ASSEMBLY
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SECTION 02 08 02- EXTERIOR ASBESTOS ABATEMENT 


EXTERIOR ASBESTOS ABATEMENT 02 08 02-2 
02/22/2016         Contract # HU-0026-C01 


PART 1- GENERAL 


1.1 RELATED DOCUMENTS 


A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions, Drawings and Specification Sections; Division 02 Section “Selective Demolition”, 
and Division 04 Section “Unit Masonry” apply to work of this section.   


B. See Demolition Elevation Drawings A300 – A307 for the removal of the asbestos-containing 
coated brick, asbestos-containing lintel coating and caulk, caulks associated with the window 
removal, caulk at the cornice, black flashing mastic. 


1.2 NOTIFICATIONS 


A. Since this will be asbestos abatement work conducted on the exterior of the buildings 
N.J.S.A. 34:5A-32 and N.J.A.C. 12:120 shall apply.  


B. The Contractor shall notify the following agencies in writing 10 days prior to the start of the 
asbestos removal project: 


U.S. Environmental Protection Agency-Region II 
National Emissions Standards for Hazardous 
Air Pollutants (NESHAPS) Coordinator 
26 Federal Plaza, Room 1033 
New York, New York 10278 


State of New Jersey Department of Environmental Protection 
Division of Solid Waste Management 
P.O. Box 414 
Trenton, New Jersey 08625 


N.J. Department of Health 
Asbestos Control Service 
P.O. Box 369 
Trenton, New Jersey 08625 


N.J. Department of Labor & Workforce Development 
John Fitch Plaza 
Trenton, New Jersey 08625 


With copies to:   The Owner’s Asbestos Safety Monitoring Firm 


C. Notification to the agencies in Subpart A above shall be submitted on the required forms and 
include the following information (Title 40 CFR 61.146): 


1. Name and address of Owner of building.


2. Name and address of Contractor.
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3. Address and description of the building, including size, age and prior use of the facility or 
area.  Estimate of the approximate amount of friable and non-friable asbestos material 
present in square feet and/or linear feet, as applies.  Designate room numbers or other 
location information. 


4. Scheduled starting and completion dates for removal. 


5. Procedures and equipment (including ventilating system) that will be employed to comply 
with Title 40 CFR Part 61.  National Emission Standard for Asbestos, and with Title 29 
CFR 1926.1101. 


6. The name and address of the monitoring firm to perform air monitoring on behalf of the 
Contractor's employees. 


7. The name and address of the Department of Environmental Protection registered waste 
hauler and the landfill where the waste will be deposited.  The landfill should also comply 
with 40 CFR Part 61. 


1.3 DOCUMENTATION 


The Contractor shall provide the following documentation in writing before the start of the 
abatement project: 


A. His name, address and license number pursuant to the Asbestos Licenses and Permits under 
the jurisdiction of the New Jersey Department of Labor. 


B. The name, address and EPA registration certificate of the New Jersey Department of 
Environmental Protection registered waste hauler and of the New Jersey Department of 
Environmental Protection registered landfill where the asbestos waste will be deposited. 


C. The name and address of the Contractor's OSHA air sample analytical laboratory successfully 
participating in the National Institute for Occupational Safety and Health (NIOSH) PAT 
program, including the latest result sheet indicating PAT proficiency. 


D. A list of workers with valid New Jersey Asbestos Removal Permits which will be involved 
with this project. 


E. A copy of the construction permit for asbestos abatement issued by the Administrative 
Authority having jurisdiction. 


F. Documentation that he is familiar with the Occupational Safety and Health Administration 
(OSHA); and the U.S. Environmental Protection Agency (EPA) relating to the application, 
removal, disposal and treatment of asbestos. 


1. OSHA Safety and Health Standards, namely OSHA Title 29 CFR 1926.1101.  Asbestos, 
Tremolite, Anthophylite and Actinolite and 29 CFR 1910.134, Respiratory Protection and 
29 CFR 1910.1020, Access to Employee Exposure & Medical Records. 


2. EPA Regulations, namely: Subpart M, Title 40 CFR Part 61, National Emission Standard 
for Asbestos, Sections 61.140 through 61.156, Effective April 5, 1984. 
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G. Documentation that employees have received medical examinations, which are required by 
OSHA Title 29 CFR 1926.1101.  This documentation shall consist of the name and address of 
the physician performing the exam(s); the name(s) of the employee(s) and the date(s) of the 
exam(s). 


H. The Contractor shall submit in writing the following documentation: 


1. A written copy of the Letters of Notification required by Part 1.2, Subpart B, including 
items 1 through 7. 


2. A written plan for preparation of the work site coordinated with other disciplines.  


3. A written description of the types and quantities of protective clothing and approved 
respirators to be used. 


4. A written delineation of work site isolation; e.g., barrier construction, signs, security. 


5. A written description of all removal methods to be used including description of types and 
quantity of equipment. 


6. A written description of the tools and methods to be used for clean-up, reconstruction and 
waste disposal. 


I. Material Safety Data Sheet:  Submit the Material Safety Data Sheet, or equivalent, in 
accordance with the OSHA Hazard Communication Standard (29 CFR 1910.1200) for each 
surfactant and encapsulation material proposed for use at the work site.  Include a separate 
attachment for each sheet indicating the specific worker protection equipment proposed for use 
with the material indicated. 


J. Deliver materials to the job site in original, new and unopened packages and containers 
bearing the manufacturer’s name and label, and the following information: 


 
Name or title of material 
Manufacturer’s stock number and date of manufacture. 
Manufacturer’s name 
Thinning instructions 
Application instructions 


1.4 AIR MONITORING AND INSPECTIONS 


A. The Contractor shall cooperate fully with all aspects of the air-monitoring program, which 
is conducted by an independent air-monitoring firm responsible to the Owner.   


B. In addition to the independent air-monitoring firm hired by the Owner, the Contractor shall 
arrange for air monitoring to be conducted in all work Areas in accordance with 29 CFR 
1926.1101 of OSHA regulations, on behalf of the Contractor's employees.  The Testing 
Laboratory employed by the Contractor shall participate and show proficiency in the 
NIOSH (National Institute for Occupational Safety Health) PAT (Proficiency Analytical 
Testing) program for airborne asbestos. 
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C. Personal samples shall be obtained from employees engaged in each of the following 
operations; asbestos removal (i.e. spraying, scraping and brushing), disposal (i.e. bagging) 
and clean up.  Representative sampling shall be repeated in the event of major changes in 
the removal operation. This sampling shall be done with the sampling media and flow rates 
specified in the OSHA Reference (Method 7400 A rules).  Samples shall be taken for the 
determination of the 8-hour time weighted average airborne concentration and of the 
ceiling concentrations of asbestos fibers. 


D. The results of the Contractor's air monitoring tests (Subpart B and C above) shall be 
returned within 24 hours; copies shall be provided to each employee monitored as specified 
by OSHA Regulation 29 CFR 1910.1020. 


The Contractor shall examine these results and evaluate the effectiveness of the controls in use 
(wet methods, exhaust units and respiratory protection).  Copies of these monitoring tests shall 
be provided to the Owner's Asbestos Safety Technician.  Copies shall also be made available 
upon request to representatives of Local, State, or Federal enforcement agencies. 


E. The Owner’s Asbestos Safety Technician may conduct air monitoring and visual 
inspections in, and adjacent to, the Work Area on behalf of the Owner throughout the 
abatement project. 


F. The Owner's Testing Laboratory shall conduct all required analyses expeditiously and in 
conformance with applicable regulations and shall report the results of such tests to the 
Asbestos Safety Technician within 24 hours.  The Asbestos Safety Technician, upon 
receipt of testing results indicating that concentrations above 0.010 fibers/cc have occurred 
outside the isolation barriers or within the clean room of the decontamination chamber 
during the abatement action, shall report these results within 24 hours to the Owner's 
Contractor so that prompt corrective action may be taken. 


If air samples collected outside the barriers of the work area during abatement activities 
indicate airborne fiber concentrations greater than original background levels or greater than 
0.010 fibers/cc as determined by Phase Contrast Microscopy, whichever is larger, work shall 
stop for inspection, and the integrity of barriers shall be restored and/or a reevaluation of the 
engineering controls conducted. Clean-up of surfaces outside of the work area using HEPA 
vacuums or wet cleaning techniques shall be done at the direction of the Asbestos Safety 
Technician prior to resuming abatement activities and at the cost of the Contractor. 


G. The Asbestos Safety Technician shall keep a daily log of on-site observations concerning 
Contractor's compliance with activities required under these job specifications.  This log 
shall be made available upon request at all times to the Owner, and appropriate Local, State 
and Federal agencies.  The Asbestos Safety Technician shall report results in a 
comprehensive final report. 


H. Maximum Airborne Asbestos Concentrations 
               Asbestos Concentration 


 Sample Type                  fibers/cc      Method 
Contamination sample outside        0.010               PCM 
the work site during removal.    
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Post Abatement –After final          <70 Structures/mm2              TEM 
clean-up. 
 
PCM = Phase Contrast Microscopy 
TEM = Transmission Electron Microscopy 


1.5 DEFINITIONS 


The following words, terms, and abbreviations, when used within this document shall have the 
following meanings unless the context clearly indicates otherwise. 


1.       Abatement: Procedures physically taken to control or eliminate fiber release from 
asbestos-containing building materials. This includes removal, encapsulation, enclosure, 
and repair. 


2.       Aggressive Sampling: Method of sampling in which the individual collecting the air 
sample creates activity by the use of mechanical equipment during the sampling period to 
stir up settled dust and simulate activity in that area of the building. 


3.       AIHA: American Industrial Hygiene Association. 


4.       Airlock: System for permitting entrance and exit while restricting air movement between a 
contaminated area and an uncontaminated area. It consists of two curtained doorways 
separated by a distance of at least three feet such that one passes through one doorway into 
the airlock, allowing the doorway sheeting to overlap and close off the opening before 
proceeding through the second doorway, thereby preventing flow-through contamination. 


5.       Air Sampling: Process of measuring the fiber content of a known volume of air collected 
during a specific period. The procedure utilized for asbestos follows the NIOSH Standard 
Analytical Method 7400, or the provisional transmission electron microscopy methods 
developed by the US EPA, which are utilized for lower detection levels and specific fiber 
identification. 


6. Amended Water: Water to which a surfactant has been added. 


7. ANSI: American National Standards Institute 


8. Area Air Sampling: Any form of air sampling or monitoring where the sampling device 
is placed at some stationary location. 


9. Asbestos: Any hydrated mineral silicate separable into commercially usable fibers, 
including but not limited to chrysotile (serpentine), amosite (cumingtonite-grunerite), 
crocidolite (riebeckite), tremolite, anthophyllite and actinolite. 


10. Asbestos-Containing Material (ACM): Asbestos or any material containing more than 
1% asbestos. 


11. Asbestos-Containing Waste Material: ACM or asbestos-contaminated objects requiring 
disposal.  
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12. Asbestos Handler: Individual, who disturbs, removes, repairs, or encloses friable asbestos 
material. This individual shall have completed approved training course(s) and be in 
possession of certification issued by NJDOL. 


13. Asbestos Handler Supervisor: Individual who supervises the handlers during an asbestos 
project and ensures that proper asbestos abatement procedures as well as individual safety 
procedures are being adhered to. This individual shall have completed approved training 
course(s) and be in possession of certification issued by NJDOL. 


14. Asbestos Handling Certificate: Certificate(s) issued to individuals who have met the 
criteria established by NJDOL. 


15. Asbestos Inspection Report: A report on the condition of a building or structure in 
relation to the presence and condition of asbestos therein. 


16. Asbestos Project: Any form of work performed in connection with the alteration, 
innovation, modification, or demolition of a building or structure which will disturb (e.g. 
remove, enclose, encapsulate) more than three linear feet or more than three square feet of 
friable ACM. 


17. Asbestos Safety Control Monitoring (ASCM) Firm: The Owners air monitoring firm, 
certified by the New Jersey Department of Community Affairs, and hired by the Owner to 
provide a certified New Jersey Asbestos Safety Technician, conduct sample collection and 
analysis, and personnel to continuously monitor the abatement activities under this 
contract.  


18. Asbestos Safety Technician (AST): A person certified by the New Jersey Department of 
Community Affairs and hired by the ASCM Firm to continuously monitor and inspect the 
asbestos abatement work pursuant to N.J.A.C. 5:23-8 and these specifications 


19. Authorized Visitor: Building Owner and his/her representative, and any representative of 
a regulatory or other agency having jurisdiction over the project. 


20. Barrier: Polyethylene sheeting that completely seals off the work area to prevent 
contamination of the surrounding area. 


21. Building Owner: Person in whom legal title to the premises is vested unless the premises 
are held in land trust, in which instance Building Owner means the person in whom 
beneficial title is vested. 


22. Clean Room: An uncontaminated area or room that is part of worker decontamination 
enclosure system with provisions for storage of workers' street clothes and protective 
equipment. 


23. Clearance Air Monitoring: Employment of aggressive sampling techniques with a 
volume of air collected to determine the airborne concentration of residual fibers and shall 
be performed as the final abatement activity. 


24. Construction Permit for Asbestos Abatement: A required permit provided by the 
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jurisdictional Buildings Department for the approval to commence any asbestos hazard 
abatement. 


25. Contractor: The asbestos removal contractor. 


26. Critical Barrier: Two (2) layers of six (6) –mil polyethylene sheeting that completely 
seals off the work area to prevent the distribution of fibers to the surrounding area, such as 
the opening between the top of non-movable lights, HVAC systems, windows, doors, 
ducts, grills, electrical outlets, floor drains, sinks, etc. 


27. Curtained Doorway: Device that consists of at least three overlapping sheets of 
polyethylene over an existing or temporarily framed doorway. One sheet shall be secured 
at the top and left side, the second sheet at the top and right side, and the third sheet at the 
top and left side. All sheets shall have weights attached to the bottom to ensure that the 
sheets hang straight and maintain a seal over the doorway when not in use. 


28. Decontamination Enclosure System: Series of connected rooms, separated from the 
Work Area and from each other by air locks, for the decontamination of workers, 
materials, waste containers, and equipment. 


29. Employee: An asbestos abatement worker having proper training, instruction and 
licensing. 


30. Encapsulant (sealant) or Encapsulating Agent: Liquid material which can be applied to 
ACM and which temporarily controls the possible release of asbestos fibers from the 
material either by creating a membrane over the surface (bridging encapsulant) or by 
penetrating into the material and binding its components together (penetrating 
encapsulant). This may also be used to seal surfaces from which ACM has been removed. 


31. Encapsulation: Coating or spraying of ACM with a sealant. 


32. Enclosure: Construction of airtight walls and/or ceilings between ACM and the facility 
environment, or around surfaces coated with ACM, or any other appropriate procedure as 
determined by the Department of Community Affairs, which prevents the release of 
asbestos fibers. 


33. EPA or USEPA: United States Environmental Protection Agency. 


34. Equipment Decontamination Enclosure System: A three-stage decontamination 
enclosure system for materials and equipment, typically consisting of a designated area of 
the work area, a washroom, and an uncontaminated area. 


35. Equipment Room: Contaminated area or room that is part of the worker decontamination 
enclosure system with provisions for the storage of contaminated clothing and equipment. 


36. Fixed Object: Unit of equipment or furniture in the Work Area that cannot be removed 
from the Work Area. 


37. Friable Asbestos Material: Asbestos or any ACM that can be crumbled, pulverized, or 
reduced to powder when dry, by hand or other mechanical pressure. 
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38. Glove-Bag Technique: Method for removing friable ACM from heating, ventilation, and 
air conditioning (HVAC) ducts, short piping runs, valves, joints, elbows, and other non 
planar surfaces in a non-contained Work Area. The glove-bag assembly is a manufactured 
device consisting of a glove-bag (constructed of at least 6-mil transparent polyethylene), 
two inward-projecting long sleeve gloves, one inward-projecting water wand sleeve, an 
internal tool pouch, and an attached, labeled receptacle for asbestos waste. The glove-bag 
is constructed and installed in such a manner that it surrounds the object or area to be 
decontaminated and contains all asbestos fibers released during the removal process. 


39. HEPA-Filter: High efficiency particulate air filter capable of trapping and retaining 99.97 
percent of particles (asbestos fibers) greater than 0.3 micrometers mass median 
aerodynamic equivalent diameter. 


40. HEPA Vacuum: A vacuum cleaner equipped with a HEPA filter. 


41. Holding Area: Chamber in the equipment decontamination enclosure located between the 
washroom and an uncontaminated area. 


42. Movable Object: Unit of equipment or furniture in the Work Area that can be removed 
from the Work Area. 


43. Negative Air Pressure Equipment: Portable local exhaust system equipped with HEPA 
filtration. The system shall be capable of creating a negative pressure differential between 
the outside and inside of the Work Area. 


44. NESHAPS: National Emission Standards for Hazardous Air Pollutants. 


45. NIOSH: National Institute for Occupational Safety and Health. 


46. NJDCA: New Jersey Department of Community Affairs 


47. NJDOL: New Jersey Department of Labor.  


48. NJDEP: New Jersey Department of Environmental Protection 


49. Occupied Area: Area of the work site where abatement is not taking place and where 
personnel or occupants normally function or where workers are not required to use 
personal protective equipment. 


50. OSHA: Occupational Safety and Health Administration. 


51. Personal Air Monitoring: Method used to determine employees' exposure to airborne 
fibers. The sample is collected outside the respirator in the worker's breathing zone. 


52. Personal Protective Equipment (PPE): Appropriate protective clothing, gloves, eye 
protection, footwear, and head gear. 


53. Plastic Sheeting: Polyethylene sheeting of a certain thickness as indicated. 
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54. Plasticize: Cover floors and walls with polyethylene sheeting as herein specified as 
acceptable to the New Jersey Department of Department of Labor. 


55. PCB’s: Polychlorinated Bi-phenyls are a compound that is a regulated hazardous waste.  


56. Qualitative Fit Test: Individual test subject's responding (either voluntarily or 
involuntarily) to a chemical challenge outside the respirator face-piece. Three of the most 
popular methods include: 1) irritant smoke test; 2) odorous vapor test; and 3) taste test. 


57. Quantitative Fit Test: Exposing the respiratory wearer to a test atmosphere containing an 
easily detectable, nontoxic aerosol, vapor or gas as the test agent. Instrumentation, which 
samples the test atmosphere and the air inside the face-piece of the respirator, is used to 
measure quantitatively the leakage into the respirator. There are a number of test 
atmospheres, test agents, and exercises to perform during the test. 


58. Removal: Stripping of any asbestos- containing materials from surfaces or components of 
a facility or taking out structural components in accordance with 40 CFR 61 Subparts A 
and M. 


59. Repair: Corrective action using recommended work practices to minimize the likelihood 
of fiber release from small damaged areas of ACM. 


60. Isolation Barrier: A constructed wall with no door that separates the clean area of the 
work site from the contaminated work area having a fire rating, if applicable, and does not 
interfere with the means of egress.  Polyethylene sheeting (minimum 2 layers, 6-mil thick) 
shall be placed on each side of the barrier so that it completely seals off the work area to 
prevent the distribution of fibers to the surrounding occupied area. 


61. Shower Room: Room between the clean room and the equipment room in the worker 
decontamination enclosure with hot and cold running water controllable at the tap and 
arranged for complete showering during decontamination. 


62. Surfactant: Chemical wetting agent added to water to improve penetration. 


63. Visible Emissions: Emissions containing particulate material that are visually detectable 
without the aid of instruments. 


64. Washroom: Room between the Work Area and the holding area in the equipment 
decontamination enclosure system where equipment and waste containers are wet cleaned 
and/or HEPA-vacuumed prior to disposal. 


65. Wet Cleaning: Removal of asbestos fibers from building surfaces and objects by using 
cloths, mops, or other cleaning tools which have been dampened with amended water. 


66. Work Area: Designated rooms, spaces, or areas of the building or structure where 
asbestos abatement activities take(s) place. 
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67. Worker Decontamination Enclosure System: Portion of a decontamination enclosure 
system designed for controlled passage of workers and authorized visitors, consisting of a 
clean room, a shower room, and an equipment room separated from each other and from 
the Work Area by airlocks and curtained doorways. 


68. Work Site: Premises where abatement activity is being performed. May be composed of 
one or more Work Areas. 


 


1.6 PERSONNEL REQUIREMENTS AND TRAINING 


A. All of the Contractor’s workers must have valid training, a minimum of one (1) year’s 
experience in asbestos abatement, of which 6 months must have been performed within the 
State of New Jersey.  Each worker must possess a valid and current asbestos worker’s permit 
as issued by the State of New Jersey, and shall comply with all applicable requirements of 
N.J.S.A. 34:5A-32, OSHA 29 CFR 1926.1101 K(9), OSHA 40 CFR, Part 763 Subpart E 
Appendix C, as well as other non training requirements of 29 CFR 1926. 


B. The Contractor shall furnish proof that all of the Contractors personnel on site have been given 
medical examinations as required by 29 CFR 1910 and 29 CFR 1926.  At a minimum, the 
examination should include a medical history with specific reference to respiratory disease and 
a pulmonary function test.  Additionally a chest roentgenogram shall have been performed in 
the last five years. This information should be provided after Notice to proceed.  


C. The Contractor shall provide a Certified, New Jersey Asbestos Supervisor to the project with a 
minimum of two (2) years experience in asbestos abatement within the State of New Jersey.  
The experience should be at a minimum equivalent in size and scope as to this project.  The 
Contractor shall submit a copy of the Supervisors qualifications to the Owner. 


1.7 ASBESTOS CONSULTANT/ASBESTOS SAFETY TECHNICIAN 


This specification section is provided only as information to the Asbestos Removal Contractor. 


This work shall be in addition to, and independent of, the OSHA mandated air monitoring 
conducted on behalf of the Contractor's employees.  (Note: The word "Contractor", wherever used 
herein, refers to the Asbestos Removal Contractor). 


Site supervision, air monitoring, and laboratory analysis will be conducted by The Owner’s 
Asbestos Safety Monitoring Firm, the Owner's Monitoring Firm.  The Asbestos Safety Technician 
shall have specific training in asbestos sampling and analytical techniques as recommended by 
EPA, OSHA and any other State or Local requirements. 


A. General Duties 


The Asbestos Safety Technician shall perform all air sampling specified herein and shall be 
thoroughly familiar with the Asbestos Removal Specifications.  Acting on behalf of the Owner, he 
shall have access to all areas of the Asbestos Removal Project at all times and shall inspect and 
monitor the performance of the Contractor to verify that said performance meets all Federal, State 
and City regulations and is in compliance with the Asbestos Safety Removal Specifications.  The 
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Asbestos Safety Technician shall be on site during the entire abatement project. 


B. Authority & Compliance Responsibilities 


The Asbestos Safety Technician shall have the authority to direct the actions of the Contractor 
verbally and in writing to assure compliance.  In the event of continual noncompliance or serious 
violation, the Asbestos Safety Technician shall notify the ASCM, Owner and, as necessary, the 
appropriate governmental agency.  All directions to the Contractor shall be legible, dated, and shall 
bear the signature of the Asbestos Safety Technician.  Copies shall be forwarded immediately to 
the Owner. 


C. Reporting of Air Sampling & Analysis Data 


The Testing Laboratory shall conduct all required analyses within the time frame specified and in 
conformance with specified analytical procedures and shall report the results of such tests to the 
Asbestos Safety Technician.  The Asbestos Safety Technician, upon receipt of testing results 
indicating that concentrations above 0.010 fibers per cc have occurred outside the work area or 
within the clean room during the abatement action, shall report these results immediately verbally 
or by telephonic communication, if necessary, to the Contractor, Owner so that prompt corrective 
action may be taken.  This verbal communication may be followed by a written report. 


The Asbestos Safety Technician shall keep a daily log of on-site observations concerning 
Contractor's compliance with activities required under the job Specifications.  This log shall be 
made available upon request at all times to the Owner and to the appropriate Local, State and 
Federal agencies.  The Asbestos Safety Technician shall report results in a comprehensive final 
report, including daily logs, observations and air monitoring results simultaneously to the Owner 
and the Contractor within 30 working days following final testing for reoccupancy. 


D. Removal Phase 


Provide monitoring throughout Removal Operations to ensure that no contamination is 
occurring and to check fiber levels within the work area.   


Sampling Procedure:  Filter cassettes and sampling train shall be assembled as specified in 
NIOSH #7400.  The flow rate shall be between 5 and 15 liters per minute with a minimum 
volume of 560 liters.  Pumps shall be calibrated before and after sampling and a record kept of 
this calibration. 


1. Sampling Frequency & Location:  Air samples shall be collected during each work shift.  
Air samples shall be collected at a minimum of one sample in the clean room of each 
decontamination unit and one sample from each area adjacent to critical barriers. Air 
samples shall be taken in areas where the greatest potential for fiber migration exists.  
Additional samples shall be collected along waste routes during active waste out.  At least 
one sample shall be collected inside the work area during each shift.  


2. Analysis: The air samples shall be analyzed within 24 hours of start of sampling by 
NIOSH Method 7400 Rules. 


3. If air levels exceed 0.010 f/cc outside the work area or in the clean room of the 
decontamination unit, the contractor will immediately take any required corrective actions 
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to prevent the continuation of fibers being distributed outside the work area. 


4. Record Keeping:  Record in a daily log all on-site observations and required activities of 
the removal specification and quality assurance program. 


E. Post Removal Test 


Provide monitoring of the Work Area(s) during clean up, within 48 hours of final cleaning, 
and before removal of critical barriers.  This test is required to establish safe conditions for 
removal of critical barriers. Sufficient time following clean-up activities shall be allowed so 
that all surfaces are dry during monitoring. 


1. Sampling Procedure:  Filter cassettes and sampling train shall be assembled as specified in 
NIOSH 7400, Asbestos and Other Fibers by PCM.  Pumps shall be calibrated before and 
after sampling and a record kept of this calibration. 


2. Sampling Frequency & Location:  Take at least five representative samples of each level 
of the building.   


3. Analysis: Transmission Electron Microscopy  


4. Time for Laboratory Analysis:  Maximum turnaround time upon completion of sampling 
is twenty-four (24) hours after submission of samples to the laboratory. 


5. Evaluation Criteria:  If test results exceed the clearance criteria, the Asbestos Safety 
Technician shall inform the Contractor and the Owner. 


The Contractor shall be required to re-clean all surfaces using wet cleaning methods and 
provide negative HEPA filtered exhaust air during the re-cleaning process. This process of 
re-cleaning, allowing surfaces to dry, and retesting shall be repeated until compliance is 
achieved. 


F. Submission of Final Report 


Upon completion of all asbestos removal work and of all tests, the Asbestos Safety Technician 
shall submit a written Final Report to the Owner, including copies of all backup records 
documenting the day-by-day progress of work and related tests.  This report shall be presented 
in logical form, neatly bound, and properly titled, dated and signed.  Any deviations from 
acceptable practice on the part of the Contractor, and any unsatisfactory test results reported 
during the course of the job, shall be highlighted in the Report for record purpose. 


PART 2 - SCOPE OF WORK 


2.1 Contractor is to provide all labor, materials, equipment, services, testing, appurtenances, permits 
and agreements necessary to perform the work required for the abatement of asbestos as required 
by these contract documents, technical specifications and all applicable laws and regulations.  All 
work shall be performed in accordance with this Specification, EPA regulations, OSHA 
regulations, New Jersey Administrative Code 12:120, NIOSH recommendations, and any other 
applicable federal, state or local government regulations.  
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2.2 Whenever there is a conflict or overlap of the above references the most stringent provisions are 
applicable. It shall be the Contractor’s responsibility to verify the exact quantities and locations of 
all asbestos containing materials.    The Owner, and The Owner’s Asbestos Safety Monitoring 
Firm assume no responsibility for their accuracy, the accuracy of quantities and /or descriptions of 
materials, or the accuracy of descriptions of existing conditions.   


2.3  DESCRIPTION OF WORK 


The Contractor shall perform the following work as described below: 


A. Remove all identified, assumed and/or contaminated asbestos-containing materials in accordance 
with this Specification, EPA regulations, OSHA regulations, New Jersey Administrative Code 
12:120, NIOSH recommendations, and any other applicable federal, state or local government 
regulations. This asbestos abatement project will involve the removal of the materials identified 
below: 


B.  This asbestos abatement project will involve the removal of the following exterior building 
materials from locations described herein, and as required and illustrated on Demolition 
Drawings A300-A307 including, but not limited to the following: 


Location(s) Material Description 


Exterior Courtyard, Light Wells and East 
Elevation  Walls 


Brick with Exterior  
Asbestos-Containing Stucco Coating 


Exterior Windows Masonry/Window Sill Caulk, Aluminum Strip 
Caulk and Sash  


Exterior Windows Masonry Opening Caulk 


Exterior Lintels Lintel Coating 


Exterior Lintels Lintel Caulk 
(Also contains PCB’s – 114 ppm) 


Flashing Over 1st Story Section Black Flashing Mastic 


Cornice Black & Grey Caulk 


1. Access to the work areas shall be restricted to the abatement contractor, The Owner’s
Asbestos Safety Control Monitoring Firm’s Asbestos Safety Technician, and authorized
visitors only. The entrance to the decontamination unit shall be locked during times when
the Contractor is not on site.


2. All materials listed in the following table to be abated shall be removed in accordance
with this Specification, EPA regulations, OSHA regulations, New Jersey Administrative
Code 12:120, NIOSH:
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Location as Described by USA Architects Material Description 


B-1 Basement Floor 
-East Elevation 


Brick with Exterior Asbestos-Containing Stucco 
Coating 


Masonry Caulks 


Window Caulks 


Lintel Caulk 


Lintel Coating 


C East Elevation 
Room 115 Exterior Window Caulks and Sealants 


D-3 &4 Third Floor Room 311 Exterior Caulks 


D-6 Exterior Room 316 West Wall Crack at Corner Exterior Masonry Caulks 


E-1 North Light Well 
East Wall 


Brick with Exterior Asbestos-Containing Stucco 
Coating 


Exterior Masonry Caulks 


Lintel Caulk 


Lintel Coating 


E-2 North Light Well 
South Wall 


Brick with Exterior Asbestos-Containing Stucco 
Coating 


Exterior Masonry Caulks 


F-1 South Light Well 
East Wall 


Brick with Exterior Asbestos-Containing Stucco 
Coating 


Exterior Masonry Caulks 


F-2 South Light Well 
South Wall 


Brick with Exterior Asbestos-Containing Stucco 
Coating 


Exterior Masonry Caulks 


G-1 Exterior Terra Cotta Cornice Roof Level Exterior Masonry Caulks 


G-2 Exterior Decorative Band Second Floor Level Exterior Masonry Caulks 


H-1 Exterior Courtyard West Wall 
Exterior Masonry Caulks 


Black Flashing Mastic 
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3. The decontamination unit shall be framed with 2" x 4" studs, 16” on center, sheathed
with a minimum of one-half inch plywood, with a lockable louvered door. It shall be
covered with a minimum of 2-layers of 6-mil polyethylene sheeting.  All chambers shall
be a minimum size of 4' x 4'. Pop-up decontamination units which have a passable
distance of less than 4’ between support posts are not acceptable.


4. Waste containers must be lockable, properly labeled and kept secured at all times.


5. All electrical components must be wrapped with two layers of six-mil polyethylene
sheeting (critical barrier) to form a waterproof barrier.


6. A temporary electric panel with GFCI protection shall be installed.


7. Water is available at an exterior spigot.


8. A minimum of three locations for continuous area air monitoring have been selected for
each work area.  These air samples shall be collected in the following locations:


a. One sample in the clean room of the decontamination unit


b. One sample along the waste out route


c. One sample at each critical barrier


The samples shall be collected continuously throughout each work shift.  The samples will 
be analyzed within 24 hours from the start of sample collection. In the event that 
unacceptable airborne fiber concentrations are detected in the building the extent of 
contamination shall be determined by area air sampling, an attempt shall be made to find 
the cause of the contamination, the area shall be wet-wiped and HEPA vacuumed, and the 
area shall be re-sampled in order to determine if the area can be reoccupied.   


In the event airborne asbestos concentrations in excess of 0.010 fibers per cubic 
centimeter of air are detected outside the Critical Barriers this contingency plan must be 
implemented immediately by the Asbestos Removal Contractor under the direction of the 
Asbestos Safety Technician. 


C. Additionally, one sample per shift shall be collected from within the work area during 
removal. 


D. The Contractor shall furnish all labor, materials, services, insurance and equipment necessary 
for the complete removal of all asbestos-containing materials.  Refer to the General Conditions 
of the Specification for specific insurance requirements. 


E. The Contractor shall strictly adhere to all precautions necessary for the safety and health of the 
workers in accordance with provisions of OSHA Standards 29 CFR Part 1926, 1910.134. 
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F. The Contractor shall attend the pre-abatement conference scheduled by the Owner.  The 
Contractor shall present in detail the following information at the pre-construction conference: 


1. A plan for preparation of the work site.


2. A description of the types and quantities of protective clothing and approved respirators to
be used.


3. A delineation of responsibility of work site isolation; e.g., barrier construction, signs,
security.


4. A description of all removal methods to be used.


5. A description of the tools and methods to be used for clean-up, reconstruction and waste
disposal.


6. A description of emergency procedures to be followed in case of injury or fire.  This
section must include evacuation procedures, source of medical assistance (name and
phone number) and procedures to be used for access by medical personnel (examples: first
aid squad and physicians).


7. A copy of all information presented at this meeting shall be saved and made available
upon request to Local, State or Federal enforcement officials.


F. Emergencies (such as fire or accidents requiring medical attention) shall take priority over all 
other requirements of these specifications. 


G. Sequence Of Work 


NOTE:  Prior to initiating any preparation work, verify that the Owner's Air Monitoring Firm 
has performed any necessary pre-test(s). 


A. The following preparation shall be conducted: 


1. Inspection of areas shall be made by representatives of the Contractor and Owner
before any work is initiated to inventory any existing damage to components, such as
windows, exterior fixtures, walls, and cornices.


2. Caution signs shall be provided and displayed in accordance with 29 CFR
1910.1001(j) of OSHA regulations, General Conditions, Supplementary Conditions
and Division 1-General Requirements section of the specifications.


3. Before the work has begun, the Contractor shall clean with wet cloths or vacuum
cleaner equipped with High Efficiency Particulate Absolute (HEPA) filters, all items
and equipment, which can be removed without disrupting the asbestos material.
These items and equipment shall be removed from the Work Area and returned after
the job has been completed and the Work Area has been decontaminated to the
satisfaction of the Owner's Asbestos Safety Technician.  Cloths and filters used for
cleaning shall be disposed of as contaminated waste.
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4. The Contractor shall isolate the Work Area and provide an approved decontamination 
facility. The work area shall be isolated by erecting isolation barriers.  These barriers 
shall extend 25 feet out from the anticipated daily work area.  


5. The Contractor shall establish emergency procedures for each area and shall post 
written plans in areas readily usable by employees.  These plans shall include plans for 
medical emergencies, fire evacuation and temporary loss of electrical power. 


B. The following preparations shall be performed in the stated order utilizing protective 
clothing and approved respirators. These respirators shall be at least half-face or full-face 
double cartridge respirators approved by NIOSH for use in atmospheres containing 
asbestos. If cartridge respirators are used, fit testing must be performed.  If powered air 
purifying respirators with HEPA filters or supplied-air respirators are used, then fit testing 
is not required. 


1. Critical Barriers - completely seal off all openings within 25 feet of the Work Area, 
including but not limited to, ducts, floor drains, doorways, corridors, windows and 
skylights with two layers of six-mil plastic sheeting taped securely in place or fastened 
by spray-on adhesives, glue beads, or horizontal wood battens.  


2. Detach and clean removable electrical, heating and ventilating equipment and other 
items connected to asbestos surfaces.  These items shall be removed from the work 
area using decontamination procedures and returned to their proper place when the 
work area has been decontaminated. 


3. Wet clean all non-removable items including built-in equipment, in the work area and 
cover with two layers of six-mil thick plastic sheeting taped securely in place. 


NOTE:  In the event that the adhesive material used to secure the plastic sheeting is found to 
be of insufficient strength to support the weight of the plastic barriers, then the 
Contractor shall use a suitable stronger method of securing the plastic sheeting (e.g. 
spray-on adhesive, glue beads, horizontal wood battens).  All securing procedures 
shall be of first class workmanship.  The contractor, at his expense, shall restore any 
and all damaged areas prior to completion of projects, which occur as a result of 
barrier securing.  


4. Remove filters from all heating, ventilating, and air conditioning systems located 
within the work area and pack them in sealed 6 mil minimum double thickness plastic 
bags, labeled for disposal as asbestos-containing waste.  These bags should be handled 
in the same manner as removed asbestos.  The filters should be replaced with new 
filters as a final step in the decontamination process after the final visual inspection 
and reoccupancy air sampling. 


5. As all existing ventilating systems in the Work Area are to be sealed throughout the 
removal operation, an alternate system must be utilized if required.  


Asbestos removal will not begin until the decontamination chamber and work site 
preparations are approved by the Asbestos Safety Technician 
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EXTERIOR MATERIALS  


A. All exterior materials shall be abated utilizing minimal isolation methods.  


B. All asbestos abatement work, and other trades, must be scheduled and coordinated by the General 
Contractor in order to accommodate the timely and proper removal of asbestos-containing 
materials. 


C. The Asbestos Contractor and the Masonry Contractor must coordinate all work practices, as well 
as, work hand-in-hand while removing the brick and other masonry that may require structural 
support. When removing the brick with exterior asbestos-containing stucco coating, a mason must 
be present in the work area to support the existing wall. All required persons, such as Asbestos 
Workers and Masons inside the work area must comply with all applicable OSHA Asbestos 
Regulations and Procedures, such as respiratory protection, and other personal protection 
equipment, and decontamination procedures as outlined in 29 CFR 1926.1101 Asbestos OSHA 
Safety and Health Standards, and 29 CFR 1910.134, Respiratory Protection and 29 CFR 
1910.1020, Access to Employee Exposure & Medical Records.  


D. For removal of the remaining asbestos-containing materials such as caulks, sealants, lintel coating, 
and black flashing mastic, all masons, iron workers, window replacement contractors and other 
trades must wait until the asbestos removal work has been completed before entering work area.  


E. The surrounding ground area must be protected with 6-mil polyethylene sheeting to catch any and 
all asbestos material and debris. 


F. The work area must be cordoned off with asbestos caution tape to a twenty-five foot radius of the 
perimeter of the work area.  The tape is to prevent the unknowing entry of non-asbestos abatement 
workers into the work area. The Contractor Supervisor shall ensure that unauthorized entry of 
non-asbestos abatement workers is prevented by placing employees as sentries at the side walk 
and street sides of each structure when working on or near those locations.  


G. The asbestos-containing material from each section shall be picked up and then be packed and 
sealed into labeled 6 mil plastic bags prior to starting the next section to prevent the material from 
drying.  Metal shovels shall not be used to pick up or move asbestos waste.  Removed material 
shall not be left out of bags or containers overnight or for more than four hours.  However, plastic 
bags will not be effective when sharp-edged materials are involved in asbestos removal.  
Therefore, contaminated material containing sharp-edged items shall be placed in small cardboard 
boxes and double bagged, or singly bagged and/or placed in fiber drums. 


H. All waste shall be disposed in accordance with New Jersey Department of Environmental 
Protection requirements and the 40 CFR Part 6, Subpart M of the EPA regulations.  The outside 
of all containers shall be wet-cleaned or HEPA vacuumed before leaving the Work Area.  All 
vacuum cleaners shall be equipped with HEPA filters. 


NOTE:  Regulations prescribe a leak-tight container, the integrity of which is the Contractor's 
responsibility until after deposition at a sanitary landfill.  Therefore, caution must be used in the 
choice of container types and consideration given to the method of unloading at the landfill.  
Fragile containers shall be unloaded by hand to prevent rupture and possible airborne emissions. 
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I. After completion of this removal phase (stripping), all surfaces from which asbestos has been 
removed shall be scrubbed using a nylon bristle brush and/or wet cleaned to remove all visible 
asbestos-containing material.  During this work, the surfaces being cleaned shall be kept wet using 
amended water.  All disposable equipment shall be packaged for disposal.  Containers shall be 
washed with amended water and shall have all exterior particulate matter removed prior to 
removal from the contaminated area. 


J. All equipment and asbestos waste containers shall be decontaminated and removed from the 
enclosure as follows: 


1. While still in the Work Area, clean all external surfaces of equipment and containers by wet 
sponging or HEPA vacuum. 


2. After gross decontamination in Work Area, move equipment and containers into Equipment 
Wash Room for complete decontamination. 


3. Periodically, workers dressed in clean disposable coveralls shall enter the Holding Area from 
uncontaminated areas to remove clean equipment and containers.  Do not enter Equipment 
Wash Room when removing equipment and containers. 


F. All free water (in contaminated areas) shall be retrieved and added to asbestos contaminated waste 
and then placed in plastic lined leak-tight container for disposal. 


G. Final clean-up of Work Area may commence. 


The following procedures must be accomplished utilizing protective clothing and approved 
respirators: 


1. The Contractor shall first clean all surfaces in the Work Area and remove all visible ACM, 
ACM dust and debris from all surfaces.  Particular attention should be paid to collection 
areas such as window wells and other such crevices.  These surfaces shall be cleaned using a 
HEPA filtered vacuum.  


J. Surface Sealing 


After completion of cleaning all exposed surfaces in the Work Area, and after the Contractor 
receives a satisfactory pre-sealant inspection the Contractor shall proceed with the following steps: 


1. Spray coat all exposed surfaces with a binding agent such as encapsulant. The surfaces to be 
coated shall include surfaces from which asbestos-containing materials have been removed 
(such as walls, structural members, roof decking and windows.) and polyethylene which has 
been used to cover ground surfaces, windows and non-removable fixtures, and equipment.  
Plastic used to maintain critical barriers between Work Areas and Clean Areas such as those 
in doorways, and windows shall not be removed until air monitoring is completed and 
satisfactory results have been obtained. 


K. Initial Clean-up 


The following operation shall be performed with respirators and protective clothing: 
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1. All walls, ground surfaces, roof-tops, window sills and wells, and other surfaces shall be 
cleaned with damp cloths and/or HEPA vacuumed. 


2. Cleaning shall continue until all visible residues have been removed, including dust, grit and 
other particulate matter. 


3. Cloths, sponges, etc. used in the cleaning operation shall be disposed of as contaminated 
waste. 


L. Reconstruction 


After the Work Area is found to be in compliance with Part K above the following tasks shall be 
performed by the Contractor: 


1. All critical barriers shall be unsealed. 


2. All remaining plastic sheeting, tape and any other debris shall be disposed of in sealed plastic 
bags labeled as asbestos contaminated waste. 


3. Clothes or sponges used in the cleaning operation shall be disposed of as contaminated waste. 


4. There shall be no residue left on surfaces, roof-tops, sills, window wells,  electric light 
fixtures or any other surfaces. 


 


2.4 STANDARD OPERATING PROCEDURES 


A. Develop and implement a written standard procedure for abatement work to ensure maximum 
protection and safeguard from asbestos exposure of the workers, non work areas, visitors, 
employees, public, and environment.  


B. The standard operating procedure shall ensure: 


1. Security from unauthorized entry into the workspace. 


2. Restriction of Contractor's personnel to the immediate Work Area and access/egress 
routes. 


3. Donning of proper protective clothing and respiratory protection prior to entering the 
Work Area. 


4. Safe work practices in the work place, including provisions for inter-room communication, 
exclusion of eating, drinking, smoking, or in any way breaking the respiratory protection. 


5. Proper exit practices from the work space to the outside through the showering and 
decontamination facilities. 


6. Removing asbestos in ways that minimize release of fibers. 


7. Packing, labeling, loading, transporting, and disposing of contaminated material in a way 
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that will minimize exposure and contamination. 


8. Emergency evacuation procedures, for medical or safety situations, to minimize the 
potential exposure to airborne asbestos fibers for emergency personnel, building 
occupants, and building environment. 


9. Safety from accidents in the workspace, especially from electrical shocks, fall hazards 
associated with scaffolding, slippery surfaces, and entanglements in loose hoses and 
equipment. The safety procedures outlined in the General Conditions, Supplementary 
Conditions and the Division 1-General requirements section of the specifications must be 
adhered to as well. 


10. Provisions for effective supervision, air monitoring and personnel monitoring for exposure 
during the work. 


11. Engineering systems that minimize exposure to fibers within the workspace. 


2.5 NOTIFICATIONS, PERMITS, WARNING SIGNS, LABELS AND POSTERS 


A. Erect bilingual (English-Spanish) warning signs around the work space and at every point of 
potential entry from the outside and at main entrance to building which can be viewed by the 
public without obstruction, in accordance with OSHA 29 CFR 1926 Subpart G (Sign 
Specifications). The warning signs shall be a bright color so that they will be easily noticeable. 
The size of the sign and the size of the lettering shall be no less than OSHA requirements.  


B. Provide the required labels for all polyethylene bags and all drums utilized to transport 
contaminated material to the landfill in accordance with OSHA 29 CFR 1926 Subpart H and 
by 49 CFR Parts 171 and 172 of the Department of Transportation regulations. 


C. Provide any other signs, labels, warnings, and posted instructions that are necessary to protect, 
inform and warn people of the hazard from asbestos exposure. Post in a prominent and 
convenient place for the workers a copy of the latest applicable regulations from OSHA, EPA, 
NIOSH, New Jersey and any additional items mandated for posting by the aforementioned 
regulations.  


D. It is the responsibility of the contract to verify that all permits have been acquired.  


2.6 EMERGENCY PRECAUTIONS 


A. Establish emergency and fire exits from the Work Area. The clean side of all emergency exits 
shall be equipped with two full sets of protective clothing and respirators at all times. 


B. Notify local medical emergency personnel, both ambulance crews and hospital emergency 
room staff prior to commencement of abatement operations as to the possibility of having to 
handle contaminated or injured workmen, and shall be advised on safe decontamination. 


C. Prepare to administer first aid to injured personnel after decontamination. Seriously injured 
personnel shall be treated immediately or evacuated immediately for decontamination. When 
an injury occurs, precautions shall be taken to reduce airborne fiber concentrations (i.e. 
misting of the air with water) until the injured person has been removed from the Work Area. 
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D. Notify, before actual removal of the asbestos material, the local police and fire departments to 
the danger of entering the Work Area. Contractor shall make every effort to help these 
agencies form plans of action should their personnel need to enter the contaminated area. 


2.7 SUBMITTALS: 


A. Before Start of Work:  Submit the following to the Designer for review.  Do not start work until 
these submittals are returned with the Designer's action stamp indicating that the submittal is 
returned for unrestricted use. 


1. Surfactant: Submit product data, use instructions and recommendations from manufacturer 
of surfactant intended for use.  Include data substantiating that material complies with 
requirements. 


2. Removal Encapsulant: Submit product data, use instructions and recommendations from 
manufacturer of removal encapsulant intended for use.  Include data substantiating that 
material complies with requirements. 


3. NESHAP Certification: Submit certification from manufacturer of surfactant or removal 
encapsulant that, to the extent required by this specification, the material, if used in 
accordance with manufacturer's instructions, will wet Asbestos-Containing Materials 
(ACM) to which it is applied as required by the National Emission Standard for 
Hazardous Pollutants (NESHAP) Asbestos Regulations (40 CFR 61, Subpart M). 


B. Before Start of Work submit the following to the Designer for review.  Do not begin work until 
these submittals are returned with the Designer's action stamp indicating that the submittal has 
been received, reviewed and accepted as is. 


1. Material Safety Data Sheet: Submit Material Safety Data Sheets, or equivalent, in 
accordance with the OSHA Hazard Communication Standard (29 CFR 1910.1200) for the 
following:   


a. Surfactants 


b. Encapsulants 


c. Solvents 


2.7 OWNER/CONTRACTOR RESPONSIBILITIES 


A. The Owner will not occupy any portion of the space during the entire asbestos removal project 
including completion of the reconstruction. 


B. During this period the Contractor shall be responsible for security in all areas affected by this 
operation for: 


1. Building Security-Fire and smoke detection systems 


2. Maintaining the existing building and utility systems such as plumbing or electrical 
installations and the Contractor shall provide security to prevent unauthorized entry into 
the work area, and maintenance of decontamination chambers.  
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C. Should the failure of any utility occur, the Owner will not be responsible to the Contractor for 
loss of time or other expense incurred. 


2.8 USE OF BUILDING FACILITIES 


A. Temporary Facilities: Refer to Division 1-General Requirements for an explanation and 
breakdown of responsibility. 


2.9 USE OF THE PREMISES 


A. Contractor shall confine his apparatus, the storage of materials, and supplies, and the operation 
of his workmen to limits established by law, ordinances, and the directions of the Owner. All 
flammable or combustible materials shall be properly stored to obviate fire and in areas 
approved by the Facility. 


B. Contractor shall assure that no exits from the building, or work area, are obstructed, that 
appropriate safety barriers are established to prevent access, and that Work Areas are kept 
neat, clean, and safe. 


C. All surrounding work, fixtures, soil lines, drains, water lines, gas pipes, electrical conduit, 
wires, utilities, duct work railings, shrubbery, landscaping, etc. which are to remain in place 
shall be carefully protected and, if disturbed or damaged, shall be repaired or replaced as 
directed by the  Owner, at no additional cost.  


D. All routes through the building to be used by the Contractor shall first be approved by the 
Owner the Facility. 


E. Attention is specifically drawn to the fact that other Contractors, performing the work of other 
Contracts, may be (or are) brought upon any of the work areas of this Contract. Therefore, the 
Contractor shall not have exclusive rights to any area of his work and shall fully cooperate and 
coordinate his work with the work of other Contractors who may be in (or are on) any area of 
the work of this Contract, regulated area excepted. 


F. Temporary toilet facilities must be provided by the Contractor on the site. Coordinate location 
of facilities with the Owner.  No toilet facilities will be allowed in the Work Area.  


2.10 ELECTRICAL FIXTURES & HVAC REGISTERS  


A. Prior to the commencement of any removal and cleaning activities, any existing lighting  
fixtures and ceiling suspension system shall be decontaminated using HEPA vacuums 
equipped with a soft brush attachment. 


B. All HVAC registers, diffusers, induction units, vents, etc. shall receive no replacements or 
changes.  The Owner’s personnel, prior to any work, shall shut down existing fixtures. 


2.11 PROTECTION AND DAMAGE 


A. The Contractor will replace or repair any items damaged, due to work performed under this 
contract, equal to their original construction and/or finish.  All repaired or replaced items will 
be subject to the Owner’s approval. 
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B. Use rubber-tire vehicles, which use non-volatile fuels for conveying material inside the 
building and provide temporary covering, as necessary to protect floors. 


C. No materials shall be thrown from windows or doors of the building. Building waste systems 
shall not be used to remove refuse. 


D. Debris shall be removed from the site daily.  Premises shall be left neat and clean after each 
work shift, so that work may proceed the next regular work day without interruption or delay. 


E. Protect all floors from damage, wear and/or staining. 


2.12 RESPIRATORY PROTECTION AND PROTECTIVE CLOTHING 


A. Protective clothing shall consist of disposable full body coveralls with hoods and booties 
attached. Separate disposable head covers and foot covering may be substituted if disposable 
coveralls without attached hoods and booties are used.  Additional clothing shall include boots 
or sneakers and gloves.  Eye protection and hard hats shall be available. 


Contractors may choose between three types of respiratory protection as specified.  In order of 
increasing effectiveness they are: 


1. Half-face or full-face respirators equipped with dual cartridge HEPA filters and certified 
by the National Institute for Occupational Safety and Health (NIOSH) for use in 
atmospheres containing asbestos. 


2. Powered air-purifying respirators certified by NIOSH for use in atmospheres containing 
asbestos. 


3. Type "C" supplied-air respirators, either continuous flow or pressure demand class as 
certified by NIOSH. 


(NOTE:  Disposable paper respirators are unacceptable.) 


B. The Contractor shall require that each person entering the Work Area shall wear an approved 
respirator and protective clothing.  There shall be no exceptions to this rule. 


C. The Contractor shall have available sufficient inventory of protective clothing, respirators, and 
filter cartridges.  Personal protective equipment inventory shall exceed by a minimum of 100% 
the expected daily person-day usage. 


D. The Contractor shall provide respirators and disposable clothing to the Asbestos Safety 
Technician and any other visitor authorized by the Client. 


2.13 WORKER EXPOSURE AIR MONITORING 


A. In addition to the independent air-monitoring firm hired by the Client, the Contractor shall 
arrange for air monitoring to be conducted on their employees, in all work areas in accordance 
with 29 CFR 1926.1101 of OSHA regulations. The Testing Laboratory employed by the 
Contractor shall be accredited by the American Industrial Hygiene Association for Asbestos or 
participate and show proficiency in the NIOSH (National Institute for Occupational Safety 
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Health) PAT (Proficiency Analytical Testing) program for airborne asbestos. 


B. Personal samples shall be obtained from employees engaged in each of the following 
operations; asbestos removal (i.e. spraying, scraping and brushing), disposal (i.e. bagging) and 
clean up.  Representative sampling shall be repeated in the event of major changes in the 
removal operation.  This sampling shall be done with the sampling media and flow rates 
specified in the OSHA Reference (Method 7400 A rules).  Samples shall be taken for the 
determination of the 8-hour time weighted average airborne concentration and of the ceiling 
concentrations of asbestos fibers. 


C. The results of the Contractor's air monitoring tests (Subpart B above) shall be returned within 
24 hours; copies shall be provided to each employee monitored as specified by OSHA 
Regulation 29 CFR 1910.20. 


The Contractor shall examine these results and evaluate the effectiveness of the controls in use 
(wet methods, exhaust units and respiratory protection).  Copies of these monitoring tests shall 
be provided to the Client's Asbestos Safety Technician.  Copies shall also be made available 
upon request to representatives of Local, State, or Federal enforcement agencies. 


 


2.14 DISPOSAL OF ASBESTOS WASTE 


A. All asbestos waste materials destined for disposal shall be wetted and packaged in 
permanently-sealed, leak-tight containers (such as six-mil plastic bags) appropriately labeled in 
accordance with Title 40 CFR 61.152 before it can be legally transported and disposed of. 
Labels must indicate the name of the generator and the location where the waste was generated 
as per the NESHAP and any revision published in the Federal Register. 


B. The deposition of all asbestos-containing material must be at waste disposal sites operated in 
accordance with the provisions of Title 40 CFR 61.154. 


Copies of asbestos waste manifests and/or other receipts issued by the approved dump site 
must be provided to the Owner for each load of asbestos-containing material. 


C. A notification of intent to dispose of asbestos shall be sent to the New Jersey Department of 
Environmental Protection and Energy at least 10 days prior to actual disposal.   


D. All asbestos waste materials destined for disposal in New Jersey shall be wetted and packaged 
in permanently sealed, leak-tight containers (such as 6-mil plastic bags, double bagged with 
visible labels) in accordance with CFR 61.150  before it can be legally transported and 
disposed of in New Jersey.  No haulage of loose asbestos is permitted. 


E. The notification of C above shall include the following: 


1. Name, address, and telephone number of the removal project. 


2. Quantity and nature of the waste to be disposed. 


3. Name, address, and New Jersey Department of Environmental Protection registration 
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number of the collector-handler. 


4. Name and address of the landfill at which disposal will occur. 


5. Date and time of disposal. 


6. A copy of any written notification required by CFR 61.150.  


F. Asbestos waste, which is properly packaged, shall be disposed of at a landfill, which is 
registered, by the New Jersey Department of Environmental Protection and Energy in 
conformance with the following: 


1. The landfill used must be registered by the New Jersey Department of Environmental 
Protection to accept Waste ID #27. 


2. The specific landfill facility chosen must be one designated by the New Jersey Department 
of Environmental Protection as the recipient facility for the community in which the 
removal project is located. 


3. The waste hauler must possess a valid solid waste transporter registration issued by the 
New Jersey Department of Environmental Protection.  A licensed solid waste transporter 
shall be a commercial collector/hauler or shall be the removal company if they are so 
registered. 


4. Asbestos waste can be hauled in dumpster containers provided the load is comprised only 
of asbestos in bags and does not contain any other wastes or asbestos-containing wastes 
which could compromise the integrity of the permanent containers. 


5. If rough surfaces or other materials are present in the load, which could potentially 
puncture the permanent containers, then those containers shall be enclosed in temporary 
fiber or steel drums during loading, transport, and unloading operations. In addition, 
asbestos wastes shall not be loaded into or hauled with vehicles containing compactor 
devices. 


6. To determine which landfill to use for a particular project, N.J.A.C. 7:26 Solid Waste 
Regulations shall be consulted. 


7. Locations of waste containers must be coordinated with the Owner  prior to being dropped 
by the waste hauler. 


  
 


2.15 CONTINGENCY PLAN 
 


A. In the event airborne asbestos concentrations in excess of 0.010 fibers per cubic centimeter of 
air are detected outside the Work Area this contingency plan must be implemented 
immediately by the Asbestos Removal Contractor under the direction of the Asbestos Safety 
Technician. 


 
B. If air sample results exceed 0.010 f/cc the following procedures shall be implemented: 
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1. The Asbestos Safety Technician and Contractor Supervisor shall immediately inspect and 
evaluate all critical barriers and make any necessary repairs. Investigate and evaluate all 
engineering controls to determine the source of the high air level. 
 


2. Collect an additional (second) PCM air sample at each place where a high air sample 
result was detected.  If the second result is less than or equal to 0.010 f/cc the contingency 
plan is terminated.  If the result of the second air sample still exceeds the 0.010 f/cc the 
ASCM has the option to reclean or submit and analyze the sample by transmission 
electron microscopy.  If the sample still exceeds the 0.010 f/cc criteria then cleaning shall 
be undertaken.  Cleaning and resampling shall be undertaken until the affected area(s) 
pass the 0.010f/cc criteria.  Reoccupancy in any area that exceeded the 0.010 f/cc criteria 
can not occur until each area has passed the 0.010 f/cc criteria. 


 
3. Cleaning shall include but not be limited to HEPA vacuuming and/or wet wiping surfaces. 


Cleaning the affected area and PCM sampling shall also be continued until the result in 
the area is equal to or less than 0.010 f/cc by either PCM or <70 structures per mm2 via 
TEM analysis.  


 
4.  If  laboratory analysis of air samples does not yield a reading of less than or equal to 


0.010f/cc (or <70s/mm2) within 24 hours receipt of the first test above 0.010 f/cc. on any 
interior air samples then the building shall be evacuated. 


 
5. Reoccupancy in any area that exceeded the 0.010 f/cc criteria cannot occur until each area 


has passed the 0.010 f/cc criteria. 
 
 


PART 3 - PRODUCTS 


3.1 QUALITY 


A. Deliver all materials to the job site in their manufacturer's original container, with the 
manufacturer's label intact and legible. 


1. Maintain packaged materials with seals unbroken and labels intact until time of use. 


2. Store all materials on pallets, away from any damp and/or wet surface. Cover materials in 
order to prevent damage and/or contamination. 


3. Promptly remove damaged materials and unsuitable items from the job site, and promptly 
replace with material meeting the specified requirements, at no additional cost to the City. 


B. The Asbestos Safety Technician may reject as non-complying such material and products that 
do not bear satisfactory identification as to manufacturer, grade, quality and other pertinent 
information. 
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3.2 MATERIALS 


A. Wetting agent shall be Astrip Concentrate as manufactured by Hythe Chemicals Limited, 
Charleston Industrial, Estate, Hardley, or approved equivalent. 


B. Acceptable sealants shall be: 


1. Sealing material shall be both penetrating and bridging and may be applied by a one or 
two coat system and shall meet the following criteria: 


a. ASTM Standard E84-84 


b. Class A Fire Rating 
Flame Spread: 0-25 
Fuel Contribution: 10 
Smoke Density: 5 


c. Underwriters Laboratory approval for Class 1A 


d. Acceptable sealants shall be: 


(1) Tri-Cote AE as manufactured by United Products Corp. 


(2) A-B-C Asbestos Binding Compound as manufactured by California Products 
Corp. 


(3) Fosters protector and Bridging Encapsulants as manufactured by H.B. Fuller Co.  


(4) Or approved equivalent.  


C. Framing Materials and Doors: As required to construct temporary decontamination facilities 
and Isolation Barriers. Lumber shall be high grade, new, finished one side and fire retardant. 


D. Fire Retardant Polyethylene Sheeting: minimum uniform thickness of 6-mil. Provide largest 
size possible to minimize seams. 


E. Fire Retardant Reinforced Polyethylene Sheeting: For covering floor of decontamination units, 
provide translucent, nylon reinforced or woven polyethylene laminated, fire retardant 
polyethylene sheeting. Provide largest size possible to minimize seams, minimum uniform 
thickness 6-mil. 


F. Drums: Asbestos transporting drums, sealable and clearly marked with warning labels as 
required by OSHA and EPA. 


G. Polyethylene Disposal Bags: Asbestos disposal bags, minimum of 6-mil thick. Bags shall be 
clearly marked with warning labels as required by OSHA and EPA.  


H. Signs: Asbestos warning signs for posting at perimeter of Work Area, as required by OSHA 
and EPA. 
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I. Waste Container Bag Liners and Flexible Trailer Trays: One piece leak-resistant flexible tray 
with absorbent pad, as manufactured by Packaging Research and Design Corporation, Uline, 
or approved equal. 


J. Tape: Provide tape, which is of high quality with an adhesive, which is formulated to 
aggressively stick to sheet polyethylene, as manufactured by Kendall Co., NASHUA Tape 
Products; or approved equivalent.  


K. Spray Adhesive: Provide spray adhesive in aerosol cans which is specifically formulated to 
stick tenaciously to sheet polyethylene, as manufactured by 3M; NASHUA Tape Products; or 
approved or equivalent. 


L. Flexible Duct: Spiral reinforced flex duct for air filtration devices. 


M. Disposable Coveralls: Dupont “Blockade” as manufactured by Dupont Company,” 
Kleenguard Limited USE Coveralls” or “Duraguard” coveralls as manufactured by Kimberly 
Clark Corporation, or approved equivalent.  


3.3 TOOLS AND EQUIPMENT 


A. Scaffolding: All scaffolding shall be designed and constructed in accordance with OSHA (29 
CFR 1926/1910), New Jersey Building Code, and any other applicable federal, state and local 
government regulations. Whenever there is a conflict or overlap of the above references the 
most stringent provisions are applicable. All scaffolding and components shall be capable of 
supporting without failure a minimum of four times the maximum intended load, plus an 
allowance for impact.  


1. Provide non-skid surface on all scaffold surfaces subject to foot traffic. Scaffold ends and 
joints shall be sealed with tape to prevent penetration of asbestos fibers. 


2. Equip rungs of all metal ladders, etc., with an abrasive, non-slip surface. 


B. Transportation Equipment: Transportation Equipment, as required, shall be suitable for 
loading, temporary storage, transit and unloading of contaminated waste without exposure to 
persons or property. Any temporary storage containers positioned outside the building for 
temporary storage shall be metal, closed and locked.  


C. Vacuum Equipment: All vacuum equipment utilized in the Work Area shall utilize HEPA 
filtration systems. Vacuum equipment shall be as manufactured by Nilfisk of America of 
(Models GS 81 or GS 83), Nikro Industries, Inc. (Models PW10088 or PW15110), or 
approved equal. 


D. Vacuum Attachments: Soft Brush Attachment, Asbestos Scraper Tool, Drill Dust Control Kit. 


E. Electric Sprayer: An electric airless sprayer suitable for application of encapsulating material 
and shall be approved by and listed with Underwriters Laboratory. 


F. Water Sprayer: The water sprayer shall be an airless or other low-pressure sprayer for 
amended water application. 
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G. Portable Shower: For personnel decontamination, Enviro-Clean by CRSI; Aero-Porta Shower; 
or approved equivalent. 


H. Water Atomizer: Powered air-misting device, equipped with a ground fault interrupter and 
equipped to operate continuously. Water atomizer device shall be the “Tri-Jet DS”, No. 6228, 
as manufactured by Fogmaster Corp., or EM 490 Portable Electrical/Airless Sprayer as 
manufactured by Graco, Inc., or approved equivalent.  


I. Brushes: All brushes shall have nylon bristles. Wire brushes are excluded from use due to their 
potential to shred asbestos fibers into small, fine fibers. Wire brushes maybe used for cleaning 
pipe joints within glove-bags upon written approval of the Resident Engineer. 


J. Hand Power Tools: shall be equipped with HEPA-filtered local exhaust ventilation if used to 
drill, cut into or otherwise disturb ACM. 


K. Other Tools and Equipment: Contractor shall provide other suitable tools for the stripping, 
removal, encapsulation, and disposal activities including but not limited to: hand-held 
scrapers, sponges, rounded-edge shovels, brooms, and carts. 


L. Fire Extinguishers: Provide type “A” fire extinguishers for temporary offices and similar 
spaces where there is minimal danger of electrical or grease-oil-flammable liquid fires. In 
other areas, provide type “ABC” dry chemical extinguishers of NFPA recommended types for 
the exposure in each case. All fire extinguishers shall comply with the applicable 
recommendations of NFPA Standard 10, “Standard For Portable Extinguishers.” Provide a 
minimum of four fire extinguishers in each Work Area; one in the equipment room of the 
decontamination unit, one outside the Work Area in the clean room or directly outside same, 
and two fire extinguishers where they are most effective for their intended purpose. Do not 
exceed seventy-five feet between fire extinguishers within the Work Area. 


M. First Aid Kits: Contractor shall maintain adequately stocked first aid kits in the clean rooms of 
the decontamination units and within Work Areas. The first aid kit shall be approved by a 
licensed physician for the work to be performed under this Contract. 


N. Water Service:  


1. Refer to the Division 1-General Requirements for temporary water service requirements. 


2. Temporary Water Service Connection: All connections to the Facilities water system shall 
include back flow protection. Valves shall be temperature and pressure rated for operation 
of the temperature and pressures encountered. After completion of use, connections and 
fittings shall be removed without damage or alteration to existing water piping, and 
equipment. Leaking or dripping fittings/valves shall be repaired and or replaced as 
required. 


3. Water Hoses: Employ new heavy-duty abrasion-resistant hoses with a pressure rating 
greater than the maximum pressure of the water distribution system to provide water into 
each Work Area and to each Decontamination Enclosure Unit. Provide fittings as required 
for connection to existing wall hydrants or spouts, as well as temporary water heating 
equipment, branch piping, showers shut-off nozzles and equipment. 
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4. Water Heater: Provide UL rated 40-gallon electric water heaters to supply hot water for 
Personal Decontamination Enclosure System Shower. Activate from 30 Amp Circuit 
breakers located within the Decontamination Enclosure subpanel. Provide relief valve 
compatible with water heater operations, pipe relief valve down to drip pan at floor level 
with type `L' copper piping. Drip pans shall be 6-inch deep and securely fastened to water 
heater. Wiring of the water heater shall comply with NEMA, NECA, and UL standards. 


Q. Electrical Service: 


1. General: Comply with applicable NEMA, NECA and UL standards and governing 
regulations for materials and layout of temporary electric service. 


2. Refer to the Division 1-General Requirements for temporary electric service requirements. 


3. Temporary Power: Provide service to decontamination unit subpanel with minimum 60 
AMP, two pole circuit breaker or fused disconnect connected to the building's main 
distribution panel. Subpanel and disconnect shall be sized and equipped to accommodate 
all electrical equipment required for completion of the work. 


4. Voltage Differences: Provide identification warning signs at power outlets that are other 
than 110-120 volt power. Provide polarized outlets for plug-in type outlets, to prevent 
insertion of 110-120 volt plugs into higher voltage outlets. Dry type transformers shall be 
provided where required to provide voltages necessary for work operations. 


5. Ground Fault Protection: Equip all circuits for any purpose entering Work Area with 
ground fault circuit interrupters (GFCI). Locate GFCIs exterior to Work Area so that all 
circuits are protected prior to entry to Work Area. Provide circuit breaker type ground 
fault circuit interrupters (GFCI) equipped with test button and reset switch for all circuits 
to be used for any purpose in Work Area, decontamination units, exterior, or as otherwise 
required by NEC, OSHA or other authority. Locate in panel exterior to Work Area. 


6. Power Distribution System: Provide circuits of adequate size and proper characteristics for 
each use. In general run wiring overhead, and rise vertically where wiring will be least 
subject to damage from operations. 


7. Temporary Wiring: In the Work Area shall be type UF non-metallic sheathed cable 
located overhead and exposed for surveillance. Provide liquid tight enclosures or boxes for 
all wiring devices. Do not wire temporary lighting with plain, exposed (insulated) 
electrical conductors. 


8. Electrical Power Cords: Use only grounded extension cords; use hard service cords where 
exposed to traffic and abrasion. Use single lengths of cords only. 


9. Temporary Lighting: All lighting within the Work Area shall be liquid and moisture proof 
and designed for the use intended. 


a. Provide sufficient temporary lighting to ensure proper workmanship everywhere; by 
combined use of daylight, general lighting, and portable plug-in task lighting. 


b. Provide lighting in the Decontamination Unit as required to supply a minimum 50-
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foot candle light level. 


PART 4 - EXECUTION  


4.1 PERMITS, NOTIFICATIONS AND LICENSING 


A. The Contractor shall present a duplicate copy of his asbestos contractor’s license issued by the 
New Jersey Department of Labor with his bid.  Only licensed contractors may perform work 
described as required by this specification.  As required by law, the contractor shall maintain 
on the project site a valid Contractors license at all times during the work. 


B. The Contractor shall apply for the necessary construction permits and licenses with the 
jurisdictional authority for asbestos abatement work. 


C. The Contractor shall maintain the required number of qualified personnel on site to complete 
the project on schedule. 


D. ALL CONTRACTOR EMPLOYEES MUST POSSESS A VALID NEW JERSEY 
ASBESTOS REMOVAL PERMIT AND MAKE AVAILABLE TO THE OWNER, 
ASBESTOS SAFETY TECHNICIAN, NJ DOL, AND NJ DOH THESE PERMITS UPON 
REQUEST AT THE PROJECT SITE.  ALL EMPLOYEES MUST HAVE A MINIMUM OF 
AT LEAST SIX (6) MONTHS PRIOR EXPERIENCE IN ASBESTOS ABATEMENT 
WITHIN THE STATE OF NEW JERSEY. 


E. The Contractor shall also present to the Asbestos Safety Technician, and Owner, prior to the 
commencement of abatement that a NJ DEP Registered Waste Hauler has been contracted to 
haul the waste off site and to an appropriate landfill.  NO PRECOMMENCEMENT 
INSPECTION SHALL TAKE PLACE UNTILL SUCH PROOF EXISTS AND IS 
SATISFACTORY TO THE ASCM/AST, AND THE OWNER. 


F. At the completion of the project the Contractor will submit the following documentation to the 
owner with their invoice, with a copy submitted to The Owner’s Asbestos Safety Monitoring 
Firm: 


1. A copy of all waste manifests. 


4.2 INSPECTIONS 


A. The Asbestos Safety Technician will perform the following inspections: 


1. Pre-commencement inspection, which verifies that all enclosure protection and 
engineering controls are in place before actual gross removal of ACM takes place, will be 
conducted prior to each phase of work.  The Asbestos Safety Technician will observe and 
check compliance with the following: 


• Critical/separation barriers are in place; 


• Notification, variances, permits, placards and licenses are posted; 


• Waste container is on site and properly labeled; 
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• OSHA signs are posted; 


• Emergency plans and numbers are posted; 


• Decontamination meets all requirements and is in operation; 


• Plastic sheeting is in place on walls, floors, and ceilings; 


• Proper and adequate quantities of supplies, such as suits, respirators and filters, 
towels, bags and other equipment; 


• Locked out and tagged out electrical system; 


• Disconnected HVAC system; 


• Ground fault circuit interrupters (GFCI’s) are in place outside the work area and 
operational; 


2. Periodic unannounced inspections will be made twice per work shift by the Asbestos 
Safety Technician to ensure compliance with the specifications and all applicable rules. 


3. Pre-encapsulation (sealant) inspection, which verifies that all ACM has been removed and 
the work area is dust free before the area, is sprayed with a sealant.   


4. Final clean-up inspection, which verifies that the work area is ready for the collection of 
the final air clearance samples.  The Contractor is required to notify the Asbestos Safety 
Technician (AST), 24 hours prior, that a final visual inspection is requested. The AST 
shall notify the Contractor the results of the inspection.  No final visual inspection will be 
conducted unless the work area is dry and free of any standing moisture or wet surfaces. 


5. During each inspection the Contractor must have a Licensed Supervisor present. 


6. The NJDOH & NJ DOL are authorized to conduct unannounced inspections and periodic 
inspection during the abatement project to ensure compliance with all applicable 
regulation under their authority. 


7. The Owner’s Asbestos Safety Monitoring Firm, Project Manager, may also conduct 
unannounced, random inspections of the AST and the Contractors work performance, 
compliance with this specification and the applicable regulations.  All directives will be 
given to the AST to be forwarded to the Contractor. 


4.3 DECONTAMINATION FACILITIES AND PROCEDURES 


A. The Contractor shall provide an adequate decontamination unit consisting of a serial 
arrangement of rooms or spaces adjoining the Work Area or a decontamination trailer meeting 
the criteria outlined in Subpart B below.  Each airlock shall be clearly identified and separated 
from the other by plastic crossover sheet doors designed to minimize fiber and air transfer as 
people pass between areas.  A minimum of two layers of six-mil plastic sheeting shall be 
required for floors, walls, and the ceiling for on-site constructed decontamination units.  
Plastic crossover sheet doors shall have at least three layers of six-mil plastic sheeting and be 
weighted so as to fall into place when people pass through the area. 


Decontamination chamber doors shall be of sufficient height and width to enable replacement 
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of equipment that may fail and to safely stretcher or carry an injured worker from the site 
without destruction of the chamber or unnecessary risk to the integrity of the work area.  Such 
doors must be at least 4 feet wide, and the distance between sets of flaps must be at least 4 
feet.  Lockable doors shall be installed at the clean room entrance. 


The Contractor shall have available adequate shower facilities with hot and cold water 
adjustable at the tap and sufficient plumbing for these showers including sufficient hose length 
and drain systems or an acceptable alternate such as a portable decontamination trailer with 
showers.  All shower facilities and changing areas will be heated to at least 70oF as required.  
Waste shower water shall be filtered through 5-um filters or recycled to be used as a wetting 
agent or added to asbestos contaminated waste before disposal in an approved landfill. 


B. The decontamination areas are described below: 


1. Clean Room:  In this room persons remove and leave all street clothes and put on clean 
disposable coveralls.  Approved respiratory protection equipment is also picked up in this 
area.  No asbestos contaminated items are permitted in this room. 


2. Shower Room:  This is a separate room used for transit by cleanly dressed people entering 
the job site from the clean room and for showering by them after they have undressed in 
the equipment room.  This is a contaminated area. 


3. Equipment Room:  Work equipment, footwear, and all other contaminated work clothing 
shall be stored here.  This is also a change area transit room for people.  All areas between 
the shower room and work area shall be considered part of the equipment room.  This is a 
contaminated area. 


C. Workers and visitors shall observe the following work area entry and exit procedures: 


1. Worker enters clean room and removes street clothing, puts on clean overalls and 
respirator, and passes through shower room into the equipment room. 


2. Any additional required clothing and equipment previously deposited in the equipment 
room is put on.  When work area is too cold for coveralls only, the worker will provide 
himself with additional warm garments to be worn over the disposable clothing.   


These must be treated as contaminated clothing and left in the decontamination unit.  
Under no circumstances shall a worker enter the work area without having a respirator and 
protective clothing on. 


3. Worker proceeds to work area and performs whatever work is to be done. 


4. Before leaving the work area, the workers shall remove all gross contamination and debris 
from the coveralls using a vacuum with a high efficiency particulate absolute (HEPA) 
filter.  In practice this is usually carried out by one worker assisting another. 


5. The worker proceeds to equipment room and removes all clothing except approved 
respirators.  Extra work clothing and footwear must be stored here.  Disposable coveralls 
are placed in a bag for disposal as asbestos material. 
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6. The worker then proceeds directly into the shower room.  Respirators shall be taken off 
last to prevent inhalation of fiber during removal of contaminated clothing and shall not be 
removed until they have been washed free of dust. 


7. After showering, the worker moves to the clean room and dresses in street clothing prior 
to exiting. 


8. Respirators are picked up, washed thoroughly, and disinfected as required by OSHA 
Regulations 29 CFR 1910.134, wrapped and stored in the clean room.  


D. Filters in dual cartridge type respirators shall be removed, wetted and discarded as asbestos 
contaminated waste.  A new filter shall be in place in the respirator prior to reuse.  For 
powered air purifying respirators or supplied air respirators, the manufacturer shall be 
consulted about the proper decontamination sequence. 


E. There shall be no smoking, eating, or drinking in any contaminated areas (Shower Room, 
Equipment Room and Work Area) or in the clean room.  Respirators shall be worn in all 
contaminated areas. 


F. Non-disposable work footwear shall remain inside the contaminated area until completion of 
the job and shall be disposed of as asbestos waste or shall be thoroughly decontaminated 
before removal. 


G. It shall be the Contractor's responsibility to insure that all employees follow the appropriate 
procedures, including the decontamination procedures listed in Subpart C.  Employees who 
repeatedly violate proper procedures shall be subject to disciplinary measures by the 
Contractor, including dismissal if necessary. 


4.4 GUARANTEE 


A. The Contractor shall guarantee, in writing, that all asbestos within this scope of work has been 
removed, the work area is free of asbestos and asbestos dust, and disposal of all asbestos waste 
was performed to the complete satisfaction of the requirements of this specification, the 
Owner, the US EPA, OSHA, NJ DCA, NJ DOH, NJ DEP and any other government agency 
and/or authority having jurisdiction. 


END OF SECTION 
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SCALE:  1/8" = 1'-0"1 SUB-BASEMENT PLAN


04/24/15 65% CONSTRUCTION
DOCUMENT SUBMISSION


08/05/15 100% CONSTRUCTION
DOCUMENT SUBMISSION


1 02/24/16 ADDENDUM #1


SCALE:  3/4" = 1'-0"3 WINDOW INFILL @ AREAWAY


1


SCALE:  3/4" = 1'-0"2 AREAWAY INFILL DETAIL
SCALE:  3/4" = 1'-0"4 EXTERIOR WINDOW ELEVATION


1


SCALE:  3" = 1'-0"5 WINDOW JAMB DETAIL


1





